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(O CONSTRUCTION NOTES

1. COORDINATE WITH CONTRACTING OFFICER FOR LOCATION OF POS STATION, AND
LIGHTING FIXTURE SCHEDULE E(F)QVOVVI\E)OELT[A(();EB&BEEPI[SFE)(()PIEECEPTACLE AND BOX AND CONDUIT FOR TELE/DATA/

TRIM COLOR MOUNTING SIZE (IN.)
2. PROVIDE WHITE 5—-BLADE METAL CEILING FAN EQUAL IN APPEARANCE TO EXISTING
QUANTITY FANS.

ADDITIONAL ACCEPTABLE
MANUFACTURERS PROVIDED DESCRIPTION
EQUAL FIXTURE IS SUBMITTED

MANUFACTURER 3. PROVIDE 20A, 277V BREAKER IN SPACE IN EXISTING PANEL TO SERVE CIRCUIT.

LAMP CATALOGUE & CATALOG NO.

NO. BY G.E. OR

EQUAL 4. SERVE FROM SPARE 20A, 120V BREAKER IN PANEL LG. IDENTIFY CIRCUIT IN

PANEL SCHEDULE.

™
OTHER OTHER 9. REMOVE SURFACE CONDUIT AND DEVICES ON STRUCTURE TO BE REMOVED,
ALONG LENGTH OF WALL. CONDUIT AND DEVICES AT STRUCTURAL COLUMNS MAY

REMAIN.
ARMY & AIR FORCE EXCHANGE SERVICE

FIXTURE DESIGNATION
FLUORESCENT
INCANDESCENT
H.L.D.

WATTS / LAMP
FIXTURE VOLTAGE
WHITE

BLACK

RECESSED
SURFACE

MOUNTING HEIGHT
DIAMETER OR WIDTH
LENGTH

DEPTH

WET LOCATION

>
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©
>
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o
o

SERVE CIRCUITS FROM SPARE 20A, 120V BREAKERS IN EXISTING PANEL. IDENTIFY
CIRCUITS IN PANEL SCHEDULE. UTILIZE #10 CONDUCTORS TO LIMIT VOLTAGE

FO6T8/SP35,/ECO 277 | COLUMBIA #LUN8-296T8—EU(314) LITHONIA, DAYBRITE, WILLIAMS, METALUX ENCLOSED AND GASKETED FIBERGLASS INDUSTRIAL CREAM S SURFACE_MOUNT 7.

DROP.

GENERAL NOTES

A, GANG MULTIPLE ADJACENT SWITCHES UNDER A COMMON COVERPLATE.

B.  MAINTAIN OR REWORK EXISTING CIRCUITRY AS REQUIRED FOR EXISTING LIGHT
FIXTURES, SWITCHES, RECEPTACLES, ETC. TO REMAIN. EXISTING CIRCUITRY SHOWN
ON PLANS IS DIAGRAMMATIC ONLY AND IS NOT INTENDED TO DEPICT ACTUAL
FIELD CONDITIONS. REWORK AND REFEED EXISTING DEVICES, FIXTURES, ETC. TO
REMAIN SUCH THAT ALL ARE FUNCTIONAL.

C. UPDATE CIRCUIT DIRECTORIES IN EXISTING PANELBOARDS SERVING CIRCUITS
UNDER THIS PROJECT. PROVIDE TYPED DIRECTORIES.
3A BA 1.3A
D. CONTRACTOR SHALL CONTROL SPREAD OF CONSTRUCTION DUST AND KEEP THE

\ WORK AREA CLEAN.

E. ALL CIRCUITS REQUIRE DEDICATED NEUTRALS.

e F. ALL POWER DISRUPTIONS SHALL BE COORDINATED WITH THE OWNER WELL IN
4 — — — — —h ADVANCE OF WORK. DISRUPTIONS SHALL BE PLANNED SUCH THAT THEY ARE AS
J SHORT A DURATION AS POSSIBLE.

* D= LEGEND

NEMA 5-20R, 20A-120V, DUPLEX RECEPTACLE, 18" MH.
NEMA 5-20R, 20A-120V, DUPLEX RECEPTACLE, 48" MH.
NEMA 5-20R, 20A-120V, DUPLEX GROUND FAULT RECEPT., 48" MH.
NEMA 5-20R, 20A-120V, DUPLEX WEATHERPROOF RECEPT., 18" MH.
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JUNCTION BOX.
MOTOR.

SURFACE MOUNTED PANELBOARD.

EEEQ@

LIGHTING FIXTURE, FIXTURE TYPE PER SCHEDULE, LOWER CASE

AT IF INDICATED DESIGNATES SWITCHING CONFIGURATION.

I
Y
°1°0

S SINGLE POLE TOGGLE SWITCH, 48" MH.

I —————  CONDUI.

= " _ s [™=__ (THREE) PHASE CONDUCTORS, THREE NEUTRALS (DEDICATED NEUTRAL
- - opa_1 3g5  FOR EACH CIRCUI) + GROUND IN CONDUIT, SERVED FROM PANEL
' (PPA), CIRCUITS (1,3&5).

|

|

|

\
=~
-

S DASHED SYMBOL — DEVICE / FIXTURE TO BE REMOVED.
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| EDGE OF DEVICE/FIXTURE.

1 * m E EXISTING.

| MH MOUNTING HEIGHT MEASURED TO CENTERLINE OF DEVICE / FIXTURE.
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