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GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR RETURNING ALL
GRASSED AND / OR NON-PAVED AREAS TO THEIR CONDITION PRIOR TO
THE WORK OF THIS CONTRACT. USE 50D TO REPLACE GRASSED AREAS,
WHERE DISTURBANCES HAVE OCCURED.

CONTRACTOR SHALL PROTECT ALL PAVED AREAS FROM DAMAGE DUE
TO CONSTRUCTION OPERATIONS AND REFAIR / REPLACE SAME, IF
DAMAGED, TO SATISFACTION OF CONTRACTING OFFICER & THE POST
CIVIL ENGINEERING ORGANIZATION.

GENERAL CONTRACTOR SHALL PROVIDE THE NEW MONUMENT SIGN
BASE AND INSTALL SIGN PROVIDED BY AAFES VENDOR. PROVIDE NEW
DATA & POWER LINES TO NEW MONUMENT SIGN LOCATION FROM
EXISTING SIGN LOCATION. REUSE EXISTING CONDUIT TO EXISTING
SIGN AND EXTEND NEW CONDUIT. PROVIDING J-BOXES AND
CONNECTIONS AS REQUIRED. USE SHIELDED CABLE FOR DATA.
GENERAL CONTRACTOR SHALL OBTAIN ALL REQUIRED PERMITS FROM
THE POST CIVIL ENGINEERING ORGANIZATION PRIOR TO
COMMENCING ALL UNDERGROUND UTILITY AND EXCAVATION WORK.
GENERAL CONTRACTOR SHALL HAVE LINE LOCATORS IDENTIFY ALL
UNDERGROUND UTILITIES IN AREAS OF WORK PRIOR TO BEGINNING
OPERATIONS WHICH ARE A PART OF THIS CONTRACT. G.C. IS
RESPONSIBLE TO REPAIR ALL DAMAGE TO EXISTING UTILITIES
CAUSED BY WORK OF THIS CONTRACT.

THIS SITE PLAN IS DERIVED FROM DRAWINGS OF THE FACILITY AND
EXACT LOCATIONS OF ITEMS INDICATED ARE APPROXIMATE. A
SURVEY HAS NOT BEEN ACCOMPLISHED FOR THIS SITE AS PART OF
THIS PROJECT.

EXTERIOR WORK FOR THIS PROJECT INCLUDES NEW MONUMENT SIGN &
BOLLARDS ONLY. NO NEW GRADING, PAVING, STORM DRAINAGE,
SANITARY SEWER OR OTHER EXTERIOR SITE WORK IS INCLUDED.
FENCING IS FOR CONSTRUCTION PERIOD ONLY.

ALL WASTE MATERIALS AS A RESULT OF THE WORK OF THIS CONTRACT
SHALL BE COLLECTED AND STORED IN A SECURELY LIDDED METAL
DUMPSTER. DUMPSTER SHALL MEET ALL SOLID WASTE MANAGEMENT
REGULATIONS. ALL TRASH & CONSTRUCTION DEBRIS FROM THE SITE
WILL BE DEPOSITED IN THE DUMPSTER. THE DUMPSTER SHALL BE
EMPTIED A MINIMUM OF ONCE PER WEEK OR MORE OFTENER IF
NECESSARY AND TRASH SHALL BE HAULED AS REQUIRED BY LOCAL
REGULATIONS. NO CONSTRUCTION WASTE WILL BE BURIED. ALL
PERSONNEL SHALL BE INSTRUCTED ON PROPER PROCEDURES FOR
WASTE DISPOSAL. A NOTICE STATING THESE PRACTICES WILL BE
POSTED ON SITE AND G.C. IS RESPONSIBLE TO SEE THAT THESE
PROCEDURES ARE FOLLOWED.
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TOTAL DURATION OF CONSTRUCTION
OPERATIONS SHALL NOT EXCEED 90 DAYS

m1>mm

mz>mm 2
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PHASE 3

REMOVE EXISTING SNACK AVENUE EQUIPMENT
AND COUNTER, REMOVE EXISTING CHECK-OUT

PHASE 4

PERFORM ALL WORK IN SHOPPETTE PROPER.
REMOVE EXISTING FLOORING TO TOP OF
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e e ] BECOME NEW LAYOUT FOR THESE AREAS. MPA 104, MANAGERS OFFICE 105, ¢ BREAK 106, (25 CALENDAR DAYS)
E o x ol |
R | | 3. SHOPPETTE SALES AREA AND GASOLINE SALES ALREADY COMPLETED. |
] x | AND VESTIBULE REMAIN IN SERVICE. 3. INSTALL NEW DOOR ¢ FRAME AT DOORWAY 102. |
” x ” (30 CALENDAR DAYS) (15 CALENDAR DAYS) Q
| |
. | .
i : : : : : : : : : : : | DATE OF NOTICE TO PROCEED SHALL BE
ﬁ T RMSTING EXTERIOR WALK.IN ﬁ COORDINATED WITH DELIVERY TO SITE DATES OF
| COOLER/FREEZER (REMOVE DURING _U _I_ >m m _ | WALK-IN COOLERS & FREEZERS.
| PHASE ) ——— | LEGEND
| |
W I NEW WALK-IN COOLER/FREEZER | - | W | REMOVE EXISTING FLOOR TO TOFP OF EXISTING SLAB.
| INSTALLED IN PHASE | | | (SMOOTH SURFACE REQUIRED)
| T
| |
| _ g g _ |
o i 1 | O — TEMPORARY DUST PARTITION FROM EXISTING
e i~ _ _ 5 N =y i I — - e FINISHED FLOOR. TO BOTTOM OF EXISTING CEILING.
- i [ ) T Y _ |1 — J ‘ - T | - — V,A —
] _ | — 1 | ] | - 7 — — — — —— EXISTING WALL TO BE REMOVED
7 , , , N m] o | -
| PHASE | TEMPORARY PARTITION ﬁ |
| | AREA WHERE TILE HAS BEEN REMOVED IN PREVIOUS
| | | PHASING, FLOOR TO TOP OF EXISTING SLAB.
| |
ﬁ _ - m |
| | — PHASE 2 TEMPORARY |
| PARTITION i |
| i | | — o m— BOUNDARY OF EACH PHASE OF WORK
ﬁ | |
| PHASE 3 |
ﬁ Wmumwmo\w_ﬁ _ NOTE: REMOVE TEMPORARY PARTITIONS ERECTED
| _U _l_ >m _M N | FOR EACH PHASE OF THE WORK. UPON
W i i _ COMPLETION OF EACH PHASE,
ﬁ _..U _I_ >m m w _U _l_ >m m K_. _ x NOTE: MAINTAIN EXITS FOR THE PUBLIC IN ALL
| L AREAS ACCESSIBLE TO THE PUBLIC
| NEW WALK-IN COOLER || | DURING EACH PHASE OF THE WORK,
| \\ \\ INSTALLED IN PHASE 2 o
| _ MAOTE,
| SHOPPETTE MPA o NOTE T MANTAIN AVAC SYSTEM AND PLUMBING
| 07 | SYSTEM OPERATIONS TO MAXIMUM
| | i = o | EXTENT POSSIBLE DURING EACH PHASE OF
L | e 4| THE WORK_ SHUTDOWNS FOR WORK ON
Bl | i o} THESE SYSTEMS SHALL BE HELD TO A
| | mﬂ%ﬂ&ww@_w@ﬂm% 5 | MINIMUM, SHALL BE OUTSIDDE OF
| SURING PRASE 3 WORK | NORMAL OPERATING HOURS, AND SHALL
| |
i e BE COORDINATED WITH THE AAFES GM.
| REMOVE CART m>_5\ \ ”
| %_% TO PHASE | 4 | NOTE: MAINTAIN ELECTRICAL LIGHTING ¢ POWER
| s\o_ﬂ_n BEGINNING TEMPORARY PARTITION - E MAKER TO BE T & AUNILARY SYSTEM OPS.
| ’ _ RELOCATED DURING T ﬁ
| CHECK OUT . P PRASE | | | NOTE: FUEL DISPENSING SYSTEM WORK WILL BE
| ~ ” ” | CARRIED OUT SUCH THAT NO
| REGISTER \v O | SHUT-DOWNS OCCUR DURING NORMAL
| v , T | BUSINESS HOURS OF OPERATION.
| [ > H a
1 N |
7 &,\_ AN Q 7
| [ | mlll N ) =g m— | |
ﬁ ) | _U_l_ >mm _ _ REMOVE IN 7 ﬁ
| | K PHASE | .4 i GC TO PROVIDE
i | A | PORTABLE TOILET DURING
| STORAGE | OFFICE  \ i ALL PHASES OF WORK
| N
S | (106 ] o, oA | | |
| % _ PHASE | REDEVELOP N _ _ ”
| | THIS AREA L —
| | | | | | O
| S el O _ | | af
— | o — — — — — & 7 A _ _ m — — — — mil = — — —
T e 7 7 | | . |
\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\ |
\\\\\\\\\\\\\ S | o a
| | |
* | |
| |
| il VESTIBULE |
| A\\\ 100 _ | ZmVHWH
7 o e |
[
ﬁ o ====r=7| | | WORK OF THIS CONTRACT
|
ﬁ . _ ﬁ WILL REQUIRE OVERTIME AND
I
| SR 05 | f WORK OUTSIDE NORMAL
| , , P —— REMOVE i |
f TP e o | | | STORE OPENING HOURS.
| L JL _ _ W
|
| | I |
e |
\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\ |
| |
| |

— WORK IN PHASE 4 AT

VESTIBULE TO BE
EXECUTED AFTER HOURS

PHASING FLOOR PLAN

SCALE: 1/4" = 1-0"
0" 12" 4 12

o 2 ’

PROJECT:

REIMAGE BRYAN
VILLAGE SHOPPETTE

FORT STEWART
GEORGIA

DRAWING TITLE:

PHASING
FLOOR PLAN

DATE:

01 FEB., 2012 I/ =

SCALE: SHEET:

PHO01

DRAWING PROJECT NO.




[EGEND

N\

EXISTING EXTERIOR MASONRY WALL

EXISTING STUD WALL

EXISTING DOOR

e =
Real Estate Dreciorate

MAFES (RE-C) P.0.BOX 660320 DALLAS, TX 75266-0320

KEY PLAN:

DATE | REVISION NO. & DESCRIPTION BY

PARSONS WIBLE BRUMMAL ALKIRE /

ARCHITECTS INC.
MONTGOMERY, ALABAMA

PWBA PROJECT NO.

DESIGN BY:
DEB

CHECKED BY:
EMB

RECOMMENDED: DATE

APPROVED: DATE

ARMY & AIR FORCE EXCHANGE SERVICE
DEPARTMENTS OF THE ARMY & AIR FORCE

RE-F

REAL ESTATE DIRECTORATE

o
|
|
|
|
|
| o CLEAN OUT
|
| FD FLOOR DRAIN
OUTLINE OF METAL CHAIN LINK FENCE GATE - - oF EYTINCLISHER
CANOPY ABOVE W/ VISION SLATS /
- . - | GUY WIRE
j‘ — T T T T e e e P T J 7
- 1 CONDENSERS FOR - CONDENSER FOR WALK-IN 7 |
] WALK-IN COOLER / " COOLER/FREEZER | | |
| FREEZER — | | @/
I |
| % GATE | METER ¢ BOXES
o o 0
| r— = — — — — — — — — - - I_ |
| I | |
N I |
I I |
C A |
o N | GRASSED TELERHONE
I WALK-IN COOLER/FREEZER I\ | ROOF ACCESS
PUEL SYSTEM | o | I\ | LIGHT ABOVE ~ LADDER AREA BOX'
CONTROLS CONDUITS | I M | ELECTRIC METER
il EMERGENCY I | LIGHT ABOVE N
| _ _ LIGHT | - ANTENNA ABOVE
| | \
_l|||| T he — — — = = — = — S —  he — T — I — — — — JRE— — 7 7\‘ ﬁJ
— =RE=R = Fa] SREERIRS =Fe=Ro IR I=1 f A A —
gy — Sy Sy oty v B i e A | o — = = - —— | FUEL SYSTEN CONTROLS | - -
OVERALL |  —T . T | \ IR
ALARM ——— ﬁ CAMERA 4 . | T\ . lerTABOVE O
| v@/% ABOVE ™ CAMERA - \ ]
| CAMERA FIRE ALARM ABOVE B | \ll CHAIN LINK FENCE W/
LINE OF ROOF ! ABOVE PULL STATION —/ EXIT LIGHT | POWER, LIGHTS, | | VISION SLATS
OVERHANG — | ABOVE - ALARM ¢ DATA o
| BOXES ] | — WOOD POST & METAL
HORN / STROBE x
| / / / | ROOF CANOPY ABOVE
| ] CONDENSERS FOR
| 1 | | WALK-IN COOLER
| | CONDENSERS FOR |
| WALK-IN COOLER | — CHAIN LINK FENCE GATE
. ISION SLA
‘- NOTE: . WALK-IN COOLER | WIVISION SLATS
| EXISTING STQRE FIXTURES NOT _
ﬁ INDICATED FOR CLARITY / L
PROPANE | i o
TANK SALES i |
T variOUS wasTE | a
mill LINE DRAINS IN | |
| CABINET INTO SHOPRETTE i MPA |
, WALL
ﬁ _ (102 ] ] o
LR T snackavene - - - - \ - - - - - - - Jp=========== — — —
Bl CABINET WORK I / T o O/
LIGHT
e @ ¢ EQUIPMENT | BOLLARD
— ! DOOR BELL |
ﬁ HORN / STROBE ﬁ
| |
FLY FAN | OUTLINE OF ROOF ABOVE
|
CAMERA , ABOVE DOOR EXIT LIGHT ABOVE DOOR —
NEWS pAPER | ABOVE —=H NG ﬁ
- —— EXISTING ATM ——— | Pz
SALES m>oT|A | CHECK OUT i C ———— ——— % FISHING ICE i | CHAIN LINK SMQ GATE
| | | | EMERGENCY CAMERA H ek N | WVISION 9LATS
[
| | | R LIGHT HORN / STROBE | ABOVE DOOR < > 1L i
REALTOR GUIDE ol ] ) P E——— | | | HORN / STROBE Ij.//mﬂu / T e POARD
- — S S / I o |
SALES RACK— | | ] ST m m /| DOUBLE - ACTING N7 WATER HEATRR | | sl ]
] ‘ ABOVE TOILET AN
77 o | | _ _o>zm _ _ __ __ ¢ e _ _rH HL_ _ A OoE PIe DOWRLOW E/ LIGHT ABOVE
| | _+—pavwmoow /| | ABOVE o ] N STMEGOC ey "~ EMERGENCY LIGHT |
— . | | | I o VEEDER ROOT
| | - | | | | I I | | BOX ;A " WATER FILTER STOTEMS | CHAIN LINK FENCE W/
FUEL SYSTEMS ” _ TV WALL _ _ | _ I I | | \ / ﬁn T\I O S AT
EMERGENCY | | T T T FREAUARM ZIORAGE _ | OFFICE i w_%_ %%ﬂ_@;% - Lo |
OFF — HE T |
| N &\ ABOVE f DOOR WITH ABOVE _ L - wmﬁmwz ” MASONRY SCREEN BOLLARD
CAMERA ﬁ ——————— | E WALL m\
ABOVE —=CY, /A/ I FE ek | | 1_ QU b
| ! I IR S I _ _ _ i gl O
- 7 L==) - - - - = - Q B “ “““ - ] - - - _LJL - - - - - [ - - W - -
IR %ﬂ FD ________ - i
SN T T T B a/mx_ﬂ_zo FIRE ALARM CAMERA 7 . L / //
ABOVE
| column  FULL STATION ov | WALL MOUNTED LIGHT ABOVE LINE OF ROOF
* | EMERGENCY | TELEPHONE OVERHANG
| i VESTIBULE |y |
ICE W IIE. [/+ | W
MERCHANDISER EXISTING FUEL | _EXIT LIGHT e | _ |
CANOPY i
—— BXISTING FUEL s | o 2 COMPARTMENT CABNET | |
CANORY ABOVE | LY AN SINK STORAGE | |
| | ABOVE DOOR CO p—— K
q 1 106 |
W B\ {1 { I - T.lUl _ W
. i ALUMINUM N_EXISTING ARCAE | |
| STOREFRONT COLUMN L _ _ ﬁ
|
| | I |
- i
\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\ ] ﬁ o / o Q /
SIGN ON FASCIA LINE OF ROOF
ABOVE OVERHANG

EXISTING FLOOR PLAN

SCALE: 1/4" = 1-0"

O__ —N__

m__ N_ g

PROJECT:

REIMAGE BRYAN
VILLAGE SHOPPETTE

FORT STEWART
GEORGIA

DRAWING TITLE:

EXISTING FLOOR PLAN

DATE: SCALE:

01 FEB., 2012 /4 =1-0

SHEET:

DRAWING PROJECT NO.

A101




NOTE: REMOVE SECTIONS OF EXISTING CHAIN LINK FENCE W/ VISION SLATS

AS REQUIRED TO REMOVE EXISTING WALK-IN COOLER/FREEZER. REPLACE
WITH NEW CHAIN LINK FENCE W/ VISION SLATS TO MATCH EXISTING AS

i
|
|
|

\ GUY WIRE

GENERAL DEMOLITION NOTES

NOTE |

GENERAL CONTRACTOR SHALL VERIFY ALL CONDITIONS AND DIMENSIONS PRIOR TO
DEMOLITION.

: AT VESTIBULE 100, REMOVE EXISTING FLOORING, BASE, AND

CEILING TO ENABLE INSTALLATION OF NEW FINISHES.

NOTE 2 : AT SHOPPETTE 101,

REMOVE EXISTING FLOORING, BASE, AND

CEILING TO ENABLE INSTALLATION OF NEW FINISHES - ASSUME ALL INTERIOR
WALL FINISH OF GYPSUM BOARD WILL NEED A SKIM COATING WHERE
REMOVALS AND NEW WORK OCCUR.

NOTE 3 : AT MPA 102, REMOVE EXISTING EQUIPMENT AND REFINISH WALLS
AS NECESSARY. NO NEW FINISHES AT FLOOR. PROVIDE NEW PAINT AT
UNDERSIDE OF ROOF DECK.

NOTE 4 : AT TOILET 103, REMOVE EXISTING FLOORING AND BASE FOR
INSTALLATION OF NEW FINISHES. PREP FLOORS AND WALLS FOR NEW TILE

Vo o /m > K—
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NOTE: DETERMINE EXACT
LOCATION OF NEW
BOLLARDS ON-SITE

N
|
|
|
|
|
|
|
|
/ GUY WIRE
|
|
|

[EGEND

EXISTING EXTERIOR MASONRY WALL
(TO REMAIN)
EXISTING STUD WALL (TO REMAIN)

NEW EXTERIOR MASONRY WALL
INFILL TO MATCH EXISTING W/
METAL STUDS TO MATCH EXISTING

NEW METAL STUD WALL - 3 2" METAL STUDS @ 16"
O.C. - FLOOR TO UNDERSIDE OF ROOF DECK

MAArES.=

Real Estate Dreciorate

MAFES (RE-C) P.0.BOX 660320 DALLAS, TX 75266-0320

KEY PLAN:

DATE | REVISION NO. & DESCRIPTION BY

PARSONS WIBLE BRUMMAL ALKIRE /

ARCHITECTS

INC.

MONTGOMERY, ALABAMA

PWBA PROJECT NO.

DESIGN BY:
DEB

CHECKED BY:
EMB

OUTLINE OF METAL CHAIN LINK FENCE GATE
CANOPY ABOVE W/ VISION SLATS
5 gﬁ\x\\x\\x\x\L\X\\LTL\wa\\x\\\x\X\\LTL\Dx\\x\\X\X\\AW\X\L\T\X\X\\X\\X\X\\X\X\% \\\\\\\ al EXISTING DOOR (TO REMAIN)
| CONDENSERS FOR CONDENSER FOR | |
| /| WALGN COOLER~ WALK-IN COOLER 1 |
ﬁ / ﬁ NEW DOOR
i | UTILITY POLE W/ (T00)
| | METER ¢ BOXES
| o o)
| _ _ _ _ _ _ _ _ _ _ _ | Co CLEAN OUT (EXIST.)
| 1 |
| . | FD FLOOR DRAIN (EXIST.)
ﬁ ﬁ FE FIRE EXTINGUISHER (EXIST.)
| NEW WALK-IN NEW WALK-IN |
| FREEZER B COOLER . | ROOF ACCESS GRASSED TELERHONE
FUEL SYSTEM - AREA BOX
CONTROLS CONDUITS ﬁ EMERGENCY ﬁ | HGAT ABOVE  LADDER | ELECTRIC METER
| LGRT TO | LIGHT ABOVE N
| REMAIN | .- / ANTENNA ABOVE
| | \
- N P T T f £ — § 0
- | mE — /\\Hm\\ ~— - - /\\/\ — /\\%\/X — #, - — _\ _ — _ f \; . - — . fE\ - - - S —
OVERFIL |  — CAMERA i g U |
ALARM ——— | ABOVETO = LIGHT ABOVE
e REMAIN It (REUS CAMERA \ x
i CAMERA FIRE ALARM EXISTING) ABOVE POWER, LIGHTS, B | CHAN NG ENCE W
LINE OF ROOF EXIT LIGHT | ALARM, AND DATA | VISION SLATS
OVERHANG | ABOVE PULL STATION
| |
| HORN / STROBE / e
NEW ﬁ x
BOLLARD ———© ﬁ
| L6009 ] NEW CONDENSERS FOR
| WALK-IN COOLER (PROVIDE
PROPANE | NOTE: NEW 4" CONCRETE PADS — CHAIN LINK FENCE GATE
TANK SALES — i W VERIFY EXACT SIZE AND LOCATION OF NEW WALK-IN FOR NEW CONDENSERS W/ VISION SLATS
, . NEW WALK-IN FREEZERS AND COOLER COOLER i
NEW | NOTE: SEE SHEET A401 FOR SNACK PRIOR TO FABRICATING OPENINGS,
BOLLARD | AVENUE EQUIPMENT FLAN, SCHEDULE WALLS, AND BULKHEADS ADJACENT
||IO i , L
N AND ELEVATIONS 1O THEM. /|
7 —
| |
|
\ (2 SHOPRETTE (4 MPA
| \A600/ 2609 107 ]
| 14 - - ~ NOTE: SEE EQUIPMENT PLANS FOR B B B B I B L - | - -
Bl LOCATIONS OF BQUIPMENT AND e o/
LIGHT FURNISHINGS IN|SHOPPETTE, MPA, DOOR BELL |
ABOVE l@ AND VESTIBULE m %oﬂ%zg u/ | .
| |
| iyt HORN / STROBE |
7 L_IN: 7
| FLY FAN | OUTLINE OF ROOF ABOVE
|
mwxmw L i 1 ABOVE DOOR — EXIT LIGHT ABOVE DOOR —
— M Lep Al mormam N\ *
NEWS PAPER f . NEW i | CHAIN LINK FENCE GATE
SALES RACKS — 7 ég n 3-COMPARTMENT ] | W/ VISION SLATS
—1, i | CAMERA -7 SINK n
i ABOVE DOOR < | BOLLARD
REALTOR df 206 b+ T v - e
o
GUIDE DISPLAY | PROVIDE NEW CURTAIN ABOVE TOILET x =
RACK R WALL WINDOW IN VEEDER ROOT BOX (TO REMAIN) (TO REMAIN) 4T~ HOSE BIB (DOWN LOW) -
| il EXISTING OPENING mwxmm\y NEW WATER |/x N e ©| ©1h N ﬁ /:@3 ABOVE
ﬁ | HEATER ——H NI T \TIMECLOCK EX =~ |
q EXISTING TV PATCH WALL (TO REMAIN) 0
| ICE MAKER N \— WATER FILTERS |
el SYSTEMS | WALL ABOVE k EXTEND WALL AS AS REQUIRED e OeATED N ﬂ.. e CHAIN LINK FENCE W/
| ] CAMERA SHOWN L CoAT L NEW SINK | VISION SLATS
SHUT-OFF | v EXIT LIGHT DAPANDED MFPA ook IOLEL |
i L ABOVE 9-¢ - [T Fs. TO3] ||~ NEW TOLET ¢ HAND RALL ﬁ
N g ﬂmcmm — ALIGN NEW M\ /5 \ ﬁ 8%@22 SCREEN BOLLARD
EYIST. 6-8' AND EXISTING \2600/ | BOLLARD &\
. — it 3] o o
- W 0 _ . _ . - \ 4 1 _ S _ OL. [ e m _ . . . . ml L . . ﬁ . -
T 1 U e | | @ | | |
- L “ “““““““ - - 77 -\ - - - - — —/— — / “““““““
T N || \exsine i NEW SINK L /
| COLUMN | LIGHT ABOVE LINE OF ROOF
” 4 ﬁ WALL MOUNTED OVERHANG
BASE _ TELEPHONE
MANAGER'S
ce | EXTLGHT L A caBieTs —oFFrE i
MERCHANDISER | —
EXISTING FUEL | ABOVE BREAK 705 | |
CANOPY i Ve |
— EXISTING FUEL COLUMNS ﬁ —FLY FAN %o [T06 ] |
CANORY ABOVE | ABOVE |
* * 2008 P ;
W ] //I i ACOO) 7-6" |
_ i EXISTING |
| COLUMN |
| |
| | I |
\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\ I
h o~ ] NEW FLOOR PLAN
\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\ SCALE: 1/&" = 10
SIGN ON FASCIA LINE OF ROOF o' | o 4 >
m__ m_ ®_
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INTERNATIONAL PLUMBING CODE, 2009 ] . .
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T [PASTRY CABINET W/O COUNTER BASE (KRISPY KREME) — VENDOR PROVIDED IN CONUS KRISPY KREME VE Al 36 | 18 39 | NA NA NA DEBBIE ROGERS |(214) 312—6987 mmm mw % % b\\% Q\.m %

4 |STAINLESS STEEL 2.5 LTR AIRPOT (PRODUCT #32125.0000) BUNN AF Vi |63 | 9 14.6 | NA NA NA DEBBIE ROGERS |(214) 312-6987

5 |AIRPOT RACK, MODEL UNIV—2APR (PRODUCT#35728.0000) TWO—POSITION BUNN AF VI | 7.5 | 24.1 | 14.1 | NA NA NA

6 |COFFEE SERVER, TF 1.5 GALLON (PRODUCT #39550.004) BUNN AF Vi 9 13.8 | 14.8 | NA NA NA MFES (RE-C) P.0.BOX 660320 DALLAS, TX 752660320

7 |SERVER STAND, TF (PRODUCT #39795.0000 BUNN AF Vi 9.3 | 12.9 | 88 | NA NA NA :

8 |COFFEE BREWER, z,m_z _Zﬂcm_oﬂ MODEL _oWT;\_z (PRODUCT#37600.0000) BUNN AF Vi 20 | 25.3 | 26.2 | 6050W; 120/240V_/ 60HZ / 1PH; NEMA 5—15P; 25 20-90 PSI WATER LINE, 3/8" MALE FLARE FITTING SUPPLIED *3_WIRES PLUS GROUND SERVICE RATED 120/280V DEBBIE ROGERS | (214) 312—6987 KEY PLAN

9 |CAPPUCCINO DISPENSER, iMiX—3S, (PRODUCT#38600.0000) BUNN AF VI | 12.6 | 24.1 | 32.8 | 1800W: 120V / 60HZ / 1PH; NEMA 5—15P 15 20—100 PSI WATER, 1/4" MALE FLARE FITTING SUPPLIED *S| >0 REQUIRES REGULATOR T0 REDUCE T0 50 PSI; 2-WIRES PLUS GROUND SERVICE RATED 120V DEBBIE ROGERS | (214) 312-6987

10 |HOT BEVERAGE DISPENSER, MODEL GBSMF—IT—LD MULTI FLAVOR BUNN AF Vi | 14 25 37.5 | 1800W: 120V / 60HZ / 1PH: NEMA 5—15R 15 1/4" (6.4MM) WATER LINE REQUIRED DEBBIE ROGERS | (214) 312—6987

11 [ICE TEA BREWER, INFUSION, MODEL ITCB (PRODUCT #35700.0020) BUNN AF VI | 11.63| 22.43| 30.87 1700W; 120V / 60HZ / 1PH 14 20—90 PSI WATER LINE, 1/4” MALE FLARE FITTING SUPPLIED *2_WIRES PLUS GROUND SERVICE DEBBIE ROGERS | (214) 312-6987

12 [ICE TEA DISPENSER, MODEL TDO—4 (PRODUCT #34100.0002) BUNN AF VI | 10.7 | 13.7 | 19 | NA NA NA DEBBIE ROGERS | (214) 312—6987

13 |GOURMET ICE SYSTEM, ULTRA—2 HOPPER (PRODUCT #34000.0000) BUNN AF Vi |16 245 | 31.9 | 120V / 60HZ / 1PH; NEMA—5—15R 15 NA *2_WIRES PLUS GROUND SERVICE RATED 120V DEBBIE ROGERS | (214) 312-6987

14A|CARBONATED BEVERAGE DISPENSER, ICEE, COUNTERTOP MODEL 563 (LEVEL 2-5 STORES) ICEE AF Cl_| 20.25] 32.38| 41.4 | 215-245V, / 60HZ / 1PH. 3 WIRE, NEMA #L—620R 30 30 PSI NO DRAIN 3HEAD, REQUIRES 2” AIR SPACE BACK AND SIDES DEBBIE ROGERS | (214) 312-6987

15A|POST MIX: IBD 4500; MODEL 38—4530—GRNC; 8 VALVE LANCER VF Vi | 30 305 | 34 | 115V / 60HZ / 1PH 15 15" DRAIN, 1~ DRAIN,3/8" CW DEBBIE ROGERS | (214) 312-6987

15B[ICE_MACHINE BIN ADAPTER FOR (PART #82—9999-010311) LANCER VF Vi | 30 305 | 2 NA NA NA DEBBIE ROGERS | (214) 312-6987

15C|ICE MAKER FOR 15A; MODULAR CRESCENT CUBER (KMD-70OMAH) HOSHIZAKI VF vV |30 24.75| 28 | 208—230V / 60HZ / 1PH 20 1.5” 0D COPPER OR EQ. IND. WATER SUPPLY, 3/4" FPT INDEP. DRAIN, 5/8°0D PIPE *3_WIRES WITH DEDICATED NEUTRAL FOR 115V: FUSE / HACR BREAKER SIZE DEBBIE ROGERS | (214) 312—6987

16B|MICROWAVE, MODEL #RFS12MPS FPRBS HEVER & WALLACE AF Al | 21.75| 20.25| 14.25 1800W; 120V / 60HZ / 1PH; NEMA 5-20 15.8A | NA DEBBIE ROGERS | (214) 312-6987

17 |THREE—TIERED FRUIT BASKET, COUNTER TOP MODEL VF Al |16 16 37 | NA NA SANDY COLEY | (214) 312—4371

20A|SANDWICH COUNTERTOP COOLER GDM7 (VENDOR FURISHED FOR DELI EXPRESS SANDWICHES) DELI EXPRESS VF Al |21 25 38.25| 115V/60HZ/1PH 15 NA DEBBIE ROGERS | (214) 312-6987

21 |WIRE RACK CHIP DISPLAYER, GEHL'S STAR MFG VF Al |7.75 |16 20 | NA NA NA 3 LEVEL BLACK WIRE RACK MARVIN ROBERTS|(214) 312—2071

22A|CHILI CHEESE DISPLAYER, SINGLE—DISPENSER, GEHL'S STAR MFG VF Al |9 17 23 | 200W; 120V 1.7 NA MARVIN ROBERTS| (214) 312-2071

22B|CHEESE DISPLAYER, SINGLE—DISPENSER, GEHL'S STAR MFG VF Al |9 17 23 | 200W; 120V 1.7 NA MARVIN ROBERTS| (214) 312—2071

23A[HOT TO GO MODEL #690—25 — FOR DELI EXPRESS PRODUCTS DELI EXPRESS VF Al |18 |18 46 | 120V 5.3 NA SANDY COLEY | (214) 312-4371

23B[HOT TO GO MODEL #690—25 — FOR RUIZ BURRITOS PRODUCTS RUIZ VF Al |18 |18 46 | 120V 5.3 NA SANDY COLEY | (214) 312—4371

24A|HOT DOG GRILL, MODEL HR—50S APW WYOTT AF Al | 34.75] 18.625| 11.25] 120V/1320W, 11 AMPS, 60HZ / 1PH; NEMA 5—15P 7 NA MARVIN ROBERTS| (214) 312—2071 DATE | REVISION NO. & DESCRIPTION | BY

24B[HOT DOG BUN CABINET, MODEL BC—50 APW WYOTT AF Al |34.688| 18.625| 6.375| NA NA NA MARVIN ROBERTS|(214) 312—2071

24C|HOT DOG SNEEZE GUARD, MODEL SG—50 APW WYOTT AF Al | 355 [195 |9 NA NA NA MARVIN ROBERTS|(214) 312—2071

24D|LG GRILL EASEL W/CHANNEL (FITS APW 50CT GRILL), INCLUDES CUSTOM MENU STRIP AND BRAND CARD |FOOD CONCEPTS VF Al |34.688| 1 6.375/ NA NA NA MARVIN ROBERTS| (214) 312-2071

25 |CREAM MACHINE, GW2 DUAL PORT BUNN VF Al 9.5 |21.5 | 24.25 150W; 115V 2.0A NA MARVIN ROBERTS|(214) 312—2071

26 |SUGAR MACHINE, LS2 DUAL PORT BUNN VF Al |95 |14 21 | NA NA NA MARVIN ROBERTS|(214) 312-2071

27 |COFFEE SYRUP RACK BUNN VF Al | 4.75 |18 12.5 | NA NA NA MARVIN ROBERTS|(214) 312—2071

28 [NAPKIN HOLDER — PARTS 9135 POLE, 9023 NAPKIN DISP. 9908 DISP. DOOR |KIMBERLY CLARK AF Al |8 5.75 | 22.6 | NA NA NA DEBBIE ROGERS |(214) 312-6987

29 [LID, STRAW & CONDIMENT ORGANIZER, NLO—1B, 302011 WASSERSTROM AF Al |8 20.5 | 16.5 | NA NA NA DEBBIE ROGERS |(214) 312-6987

30 |LID, STRAW & CONDIMENT ORGANIZER, WLO—1B, 302091 WASSERSTROM AF Al |15 | 205 | 16.5 | NA NA NA DEBBIE ROGERS |(214) 312-6987

31 |ICE CREAM FREEZER (CONUS) NESTLE VF Al |53 | 25.75 | 34.75| 120V / 60HZ / 1PH 4.5 NA ICE_CREAM NOVELTY"S FREEZER MARVIN ROBERTS|(214) 312—2071

32 |UNDERCOUNTER REFRIGERATOR DRAWER, MODEL TUC—27D—2—ADA TRUE AF Al |27.625 30.125| 29.75| 115V / 60HZ / 1PH; NEMA 5—15P 15 NA DEBBIE ROGERS | (214) 312—6987

50 |BISCOTTI CANISTER VF Al |55 |55 9 NA NA

D JSNACK AVENUE COUNTERS PAN OSTON AF Al DEBBIE ROGERS [(214) 312—6987

G |SNACK AVENUE GRAPHIC PACKAGE (DESIGN PENDING) PAN OSTON AF Al

LEGEND: E

AF = AAFES FURNISHED | . CONTRACTOR 19 RESPONSIBLE FOR FINAL HOOK-UP OF ALL PLUMBING WORK TO SERVE ALL AAFES € VENDOR INSTALLED EQUIPMENT.

o C s POULD 2.CONTRACTOR 1S RESPONSIBLE FOR FINAL HOOK-UP OF ALL EQUIPMENT TO ELECTRICAL POWER ON ALL AAFES ¢ VENDOR INSTALLED EQUIPMENT.

VI = VENDOR INSTALLED 3.CONTRACTOR 19 RESPONSIBLE FOR FINAL PLUMBING AND ELECTRICAL HOOK-UPS OF ALL EQUIPMENT INDICATED TO BE INSTALLED BY THE CONTRACTOR.

CF = CONTRACTOR FURNISHED

Cl = CONTRACTOR INSTALLED
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3" MDO PANEL DRAWER ADD 2x4 SUPPORT @ T & VILLAGE SHOPPETTE
WIRE PULLS . | iy
BODY PANELS DRYWALL ENDS 7 MDO APRON w/ | -
1" HARDBOARD BACK PANEL: \ PLAM. ON ALL |
4 ’ WRAP PIPES
MELAMINE FINISH MATCHING PLAM. ON EXPOSED FACES AND 7
= EDGES TO MATCH z
MELAMINE CABINET AND ATSATa i = D END ON CADINET AACE CABINETS © | FORT _STEWART
DRAWER INTERIORS ND AL N - SR N | GEORGIA
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KV BRACKETS g BASE AS SCHEDULED DRAWER FACES. . — DRAWING TITLE:
(DADOED) AN 2 NI LARGE SCALE SNACK
3 MDO PANEL | N AVENUE _u_|>Z. _m_u_m<>._._Ozm.
BODY, FACE ﬁ B g - SCHEDULE AND SECTIONS
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| |
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BASE AS SCHEDULED mZ>O—.A ><mZ Cm 01 FEB., 2012
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FINISH SCHEDULE

INTERIOR FINISHES LEGEND

ROLL GOODS

PRODUCT STYLE COLOR COLOR NAME, PATTERN NAME, OR
MARK. | ITEM DESCRIPTION MATERIAL , : MANUFACTURER REMARKS
OR MODEL NUMBER FINISH
PNT-1 | PAINT ACRYLIC LATEX INTERIOR READY-MIX NAVAJO WHITE, SEMI-GLOSS FINISH BENJAMIN MOORE LOW VOC FORMULATION
PNT-2 | PAINT ACRYLIC LATEX HARMONY SWe 127 VOIRE OO TORVULATION
: CCCSHELL FINISE SHERWIN WILLIAMS
LT-1 LAY-IN ACOUSTICAL TILE TILE: ‘FISSURED', SQUARE EDGE | TILE: WHITE USG INTERIORS, INC.
24X 48 MINERAL FIBER GRID: DONN DX ° GRID: WHITE DONN BRAND SUSPENSION SYSTEMS | NRC -55; IR 81
CIC DYED CONCRETE, DIAMOND POLISHED AMERIPOLISH CARMEL
CT CERAMIC TILE CERAMIC TILE #M1 22 (BRUNE)-MAPEI ACRYLIC GROUT | DAL-TILE ALTERNATE
#47 CHARCOAL
PT-1 PORCELAIN TILE * PORCELAIN TILE: MONTICITO TILE: #M 122 | TILE: "BRUNE" TILE: DALTILE * REMOVE EXISTING HARD TILE FLOOR
12" x 12" x 3 GROUT: SANDED GROUT: GRAY [ GROUT: #9 GROUT: MAPE| TO SLAB
WATER EMULSION
S| CONCRETE SEALER (EXIST. SLAB) ACRYLIC VOCOMP-25 | CLEAR WR MEADOWS
VCT  |12%1 2 VINYL COMPOSITION TILE STANDARD EXCELON 51839 FORTRESS WHITE ARMSTRONG #VCT 15 A DEDUCTIVE ALTERNATE
NOTE: CIC WILL BE FIGURED IN THE BASE BID, CERAMIC TILE WILL BE BID AS AN ALTERNATE.
RB-1 [ 4"HIGH RUBBER COVE BASE TYPE TP RUBBER COVE BASE PI58 SAND ROPPE MANUFACTURER'S RECOMMENDED

LOW VOC ADHESIVE

WALLS

NOTE: ALL VERTICAL PAINT SURFACES TO HAVE EGGSHELL FINISH UNLESS NOTED OTHERWISE. PROVIDE LEVEL 4 GYP. BD. FINISH AT ALL WALLS
EXCEPT THOSE SCHEDULED FOR SEMI-GLOSS PAINT, WHICH SHALL HAVE LEVEL 5 FINISH.

AAFES =
Real Estate Dreciorate

AAFES (RE-C) P.0.BOX 660320 DALLAS, TX 75266-0320

KEY PLAN:

DATE | REVISION NO. & DESCRIPTION BY

4\ SHOPPETTE
é SCALE: 1/4=1-0"

ROOM |ROOM FLOOR BASE WALLS CEILING REMARKS
NO.  [NAME NORTH SOUTH FAST WEST
MATL. FIN.  |MATL. FIN.  |MATL. FIN.  |MATL. FIN. MATL. FIN. HGT.
CICOR ] ] ] ] 0T, ] = | ¥ MATCH EXISTING CEILING HEIGHT
100 VESTIBULE m_ﬂ%om RB- | GYPBD. |PNT-2 |GYPBD. [PNT-2 [GYPBD. |PNT-2  |GYPBD. [PNT-2 | o | PNT-2 Mm mwﬂ_@r oW w_% m wm 7\_yoz m\%mmmw %mﬁ o
_ _ _ _ _ _ *
10 SHOPPETTE T RB-| GoPeD. [PNT-2 |evpBD. [PNT-2 |evpBD. | PNT-2 |evPBD. [PNT2 | ¥ MATCH EXISTING CEILING HEIGHT: # VCT 15 A DEDUGTIVE ALTERNATE
102 MPA S| RB-| covPeD. [pPNTor levpBD. [PNTor levPBD. | PNT-1 |evPBD. | PNTod mﬁncﬂ PNT-|
103 TOILET PT-| GYPBD. |cw-1,2.3|cvPBD. |cw-1.2.3|cvPBD. |Ccw-1.2.3]6vP BD. |CW-1,2.3] GYP.BD. | PNT-| EXIST.
104 EXPANDED MPA S| RB- | covPeD. [pPNTor levpBD. [PNTor levPBD. | PNT-1 |evPBD. | PNTod mxmn.c o7 | AT
105 MANAGERS OFFICE VCT RB- | coPeD. |PNT-3 |evpBD. [PNT-3 |evpBD. | PNT-3 |evPBD. [PNT-3 | 8-0"
106 BREAK o RB-| GoPeD. [PNT-3 |evpeD. [PNT-3 |evPeD. | PNT-3 |eyPRD. [PNT-3 |7 8-0"
TOILET ACCESSORY SCHEDULE
NOTES: B\ A
| . REFER TO SPECIFICATIONS FOR MANUFACTURER AND MODEL NUMBER, A40 LAAO |
2. TOILET ACCESSORIES SHALL BE MOUNTED ACCORDING TO
ACCESSIBILITY STANDARDS. =3 FIELDTILE RN
z \
Y = _ -
TEM | DESCRIPTION O 4 B Hm< ’ N
O | L(ATA)_
CONTINUOUS STAINLESS STEEL GRAB BAR 36'%54" (36" A.F.F.) — (C 5 N POST-FORMED PLAM
@ \ \\ © ! 10, R ] A \.‘\ TOP AND SPLASH
= o © PNT-3
DUAL STAINLESS STEEL TOILET TISSUE DISPENSER W/ SHELF (22" A.F.F. TO TOP OF UNIT / 7.AU _|= g i PLAM UPRIGHT
) ( ) ‘4 L S " TN =) L L—]| surporrs
f | C—————— — HO e ///
(O SURFACE MOUNTED SOAP DISPENSER (40" A.F.F. TO TOP OF DISPENSING MECHANISM) = ; - 1] _ W = = REF. ) LA
S \ T - _ | vLeoll OPEN YW N
m/_._ M‘ o Ml PW:V - ~ > ]
" AF.F. © ) \ APRON
(D))| STAINLESS STEEL HAT AND COAT HOOK. (40" AF.F. TO TOP) ool B >mm-§ g ) %%W -
7 _ _|®__ N_IO: N_lw__ N_IO__ \/_ W:
(ED)| FRAMED MIRROR. 18" W x 36" H (40" MAX A.F.F. TO BOTTOM OF FRAME ) _ ERIFY
75\ TOILET 103 /6 K 106
8600 ) SCALE: T/A=T-O0 8600 ) SCALE: /A=T0
PNT-2
|~
OPEN PNT-2
PNT-2
TO
VESTIBULE
BEYOND PNT-2
= — et
ELEVATION -
8600 ) BCALE: T/A=T-0 /czommm_om OF
e e e, . ROOF DECK
CURTAIN WALL WINDOW A
PNT-6 (TANAGER) . — |
PNT-2 \ A
PNT-2 3-5/8" METAL
\ LAY-IN CLG. ﬂ BRACING 48" o.c.
7 PNT-4 (LUXUR| ED 5
P / . NT-4 (LUXURIOUS RED) 2 GYP. %./.\
7 — - 3-5/8" METAL
© 000 Ak 0 0 N - STUDS 16" o.c.
= , = /
I I i i RS
Bl —— T~ WALK-IN
m _|m<>._|_ O Z - CONCEALED BACKER ROD
2\ SHOPPETTE @ SNACK AVENUE SR D CAULE
8600 ) SCAE: T/A=T0
8600 ) SCALE: 3A=T-0
PNT-5 (INDIGO) - PNT-5
/ x‘
| EXISTING DOOR AND
I ™~
T \ \ \ \ \ \ \ Ny \ MATCH WALL
N\ N\ N\ N\ N\ N\ N\ N\ N\ S~ )
\ \ \ \ \ \\ \ \ \ v
/ / / / / / / /
/ / / / / / / / / RB- |
/ / / / / / / / / H
/ / / / / / / / / \ \
— — =] 4
N RB-| L e WAL
ELEVATION - NOTE: EXISTING OPENINGS THIS WALL FREEZERICOOLER DOOR
w _I_ quumi_l_!m. AT COOLER/FREEZER TO REMAIN.
b REFINISH SURFACES AS REQUIRED.
dm% SCALE: 1JA=T1-0"
NEW BULKHEAD FROM TOP OF WALK-IN 7200
COOLER TO UNDERSIDE OF ROOF DECK
\
PNT-5 (INDIGO) ——————— N o
\\ N e
/ / / / / / / / / ™
/ / / / / / / ANn PNT-2
/ / / / / / o PNT-2
/ / / / / / / / AH_n_
\ \ \ \ \ \ \ \ w \\
N\ N\ N\ N\ N\ N\ = _ _
N\ N\ N\ N\ N\ N\ N\ % RB-| RB-|
N\ N\ N\ N\ N\ N\ N\ N\ N\
° P y \
ELEVATION o=

PNT-1__ ] PAINT
ACRYLIC LATEX INTERIOR READY-MIX NAVAJO WHITE, SEMI-GLOSS FINISH BENJAMIN MOORE LOW VOC FORMULATION
PNT-2 | PAINT YL LATEY . el o \VOIRE LOW VOC FORMULATION
CeHELL FINSH SHERWIN WILLIAMS
PNT-3 | PAINT RV LATEY oo (CICLE LOW VOC FORMULATION
. - FGGSHELL FINISH BENJAMIN MOORE
PNT-4 | PAINT LUXURIOUS RED LOW VOC FORMULATION; AT BOTTOM OFf
ACRYLIC LATEX PRO GREEN 200 SWG3 14 SHERWIN WILLIAMS WALL BEHIND SNACK AVE. COUNTERS
EGGSHELL FINISH :
PNT-5 | PAINT INDIGO LOW VOC FORMULATION: ABOVE
ACRYLIC LATEX PRO GREEN 200 SWe53| S ATIN FINISH SHERWIN WILLIAMS WALK-IN FREEZER/COOLER
PNT-6 | PAINT TANAGER LOW VOC FORMULATION: AT TOP OF
ACRYLIC LATEX PRO GREEN 200 SWee0 | SHERWIN WILLIAMS WALL BEHIND SNACK AVE. COUNTERS
EGGSHELL FINISH .
PARSONS WIBLE BRUMMAL ALKIRE \
CW-1 | CERAMIC WALL TILE - WAINSCOT PORCELAIN TILE: MONTICITO M 22 TILE: BRUNE TILE: DALTILE ARCHITECTS INC.
MONTGOMERY, ALABAMA
12X |2 GROUT: SANDED GROUT: #9 GRAY GROUT: MAPE| SWEA PROJEST NO.
CW-2 | CERAMIC WALL TILE - BORDER PORCELAIN TILE: VERANDA SOLIDS P506 TILE: LEATHER, UNPOLISHED TILE: DALTILE SESIoN By,
3"y 3 GROUT: SANDED GROUT: #23 ANTIQUE WHITE GROUT: LATICRETE AN
CW-3 | CERAMIC WALL TILE - FIELD GLAZED CERAMIC TILE: SCABOS CERAMIC 5C40 TILE: CREAM TILE: DALTILE CHECKED BY:
6% 6" GROUT: SANDED GROUT: #23 ANTIQUE WHITE GROUT: LATICRETE EMB
MISC. INTERIOR FINISHES
RECOMMENDED: DATE
PRODUCT STYLE COLORNO. | COLOR NAME / PATTERN NAME /
MARK. | ITEM DESCRIPTION MATERIAL MANUFACTURER REMARKS
OR MODEL FINISH APPROVED: DATE
BREAK ROOM COUNTERTOPS LAMINATE SP40| ROYAL BURGUNDY PIONITE POST-FORMED TOPS
CASEWORK LAMINATE D38 1-60 FASHION GRAY, MATTE FINISH WILSONART
POCO REGISTERS (AF/AI) LAMINATE WXO3 | PIONITE "PEARWOOD, TEXTURED" PAN OSTON
SOLID SURFACE TOP LG #G 103 "GRAPHITE GRANITE' ARMY & AIR FORCE EXCHANGE SERVICE
POCO REGISTER IMPULSE RACKS LAMINATE HYM4022 PIONITE "PEARWOOD, TEXTURED" PAN OSTON POWDERCOAT TRIM: 1007099 SATIN | DEPARTMENTS OF THE ARMY & AIR FORCE
(AF/A) BLACK
WINDOW STOOLS 1" SOLID SURFACE VANILLA CORIAN EASED EDGES mm —_ m
REAL ESTATE DIRECTORATE
INTERIOR DOORS
PRODUCT STYLE COLORNO. | COLOR NAME / PATTERN NAME /
MARK. | ITEM DESCRIPTION MATERIAL MANUFACTURER REMARKS
OR MODEL FINISH REIMAGE BRYAN
INTERIOR H.M. DOORS & H.M. FRAMES | ACRYLIC LATEX SEE REMARKS | SEMI-GLOSS MATCH ADJACENT WALL VILLAGE SHOPPETTE
INTERIOR FACE OF EXTERIOR H.M. DOORS | ACRYLIC LATEX SEE REMARKS | SEMI-GLOSS MATCH ADJACENT WALL
INTERIOR WOOD DOORS LAMINATE WXO3 | PIONITE "PEARWOOD, TEXTURED" PAN OSTON
FORT STEWART
GEORGIA
DRAWING TITLE:
FINISH MATERIAL ABBREVIATIONS e e L e
& INTERIOR ELEVATIONS
C = CARPET PNT = PAINT
CB = CERAMIC TILE BASE PL = PLASTIC LAMINATE
CIC = STAINED, POLISHED CONCRETE PLAM = PLASTIC LAMINATE
CT = CERAMIC TILE PT = PORCELAIN TILE DATE: SCALE: SHEET:
_ RB = RUBBER BASE .
EXP. STRUCT. = EXPOSED STRUCTURE SRAWING PROJECT NG
GWB = GYPSUM WALL BOARD - = SEALER ON CONCRETE .
VCT = RESILIENT FLOOR TILE :

LT

= LAY-IN ACOUSTICAL TILE




GENERAL NOTES

NOTE | SEE SHEET A401 FOR EQUIPMENT SCHEDULE FOR
SNACK AVENUE.

CHECKOUTS, DISPLAYS, GONDOLAS, AND SHELVING
IN SHOPPETTE AND SNACK AVENUE ARE AF / Al.

NOTE 2

e =
Real Estate Drectorale

MAFES (RE-C) P.0.BOX 660320 DALLAS, TX 75266-0320

KEY PLAN:

DATE | REVISION NO. & DESCRIPTION BY

PARSONS WIBLE BRUMMAL ALKIRE /

ARCHITECTS INC.
MONTGOMERY, ALABAMA

PWBA PROJECT NO.

DESIGN BY:

CHECKED BY:

RECOMMENDED: DATE
APPROVED: DATE

ARMY & AIR FORCE EXCHANGE SERVICE
DEPARTMENTS OF THE ARMY & AIR FORCE

RE-F

REAL ESTATE DIRECTORATE

NOTE 3 FURNITURE AND EQUIPMENT IN OFFICE 105 ARE AF/ Al.
CONDENSERS FOR NEW BASE AND WALL UNIT IS AF / Al.
\A WALK-IN FREEZERICOOLER NOTE 4 SHELVING IN MPA 102 AND EXPANDED MPA 104 IS AF / Al
g EXISTING ICE MAKER IS AF / CI. CONTRACTOR TO RELOCATE
e T R T e N &l EXISTING ROOF-MOUNTED ICE MAKER CONDENSER UNIT TO
K | NEW LOCATION ON ROOF.
| T — 7 TN i |
ok i NOTE 5 WALK-IN COOLER IS AF / Al. GENERAL CONTRACTOR
ol | | | | | i FURNISHES POWER AND J-BOXES FOR UNIT AND PROVIDES
| 3 N 3 N 3 N | HOOK-UP OF POWER TO ALL COOLER EQUIPMENT.
R — — — | REFRIGERANT WORK IS AF / Al. CONTRACTOR FURNISHES
o | O o) AND INSTALL LIGHTS IN WALK-IN COOLER. COORDINATE
| _ _ _ _ _ : _ : : : : | POWER REQUIREMENTS WITH COOLER MANUFACTURER.
L[] 24x48 24x48 24x48 NOTE 6 I | NOTE 6 WALK-IN FREEZERICOOLER IS AF / Al. GENERAL
| mum_.wm? zm%o%%_z | CONTRACTOR FURNISHES POWER AND J-BOXES FOR UNIT
i B>, i AND PROVIDES HOOK-UP OF POWER TO ALL
| NEW WALK-IN | FREEZER/COOLER EQUIPMENT. REFRIGERANT WORK IS AF /
[ heomn o FREEZER - . <€ | < - | Al. CONTRACTOR FURNISHES AND INSTALL LIGHTS IN
| P (| DR) FOCD (4 POORS) CREAM (1 DR) [ AN ENAN | WALK-IN FREEZER/COOLER. COORDINATE POWER
| " N Poe) % % | REQUIREMENTS WITH FREEZERICOOLER MANUFACTURER.
| 4 , . , . ) 4 , . | NOTE 7  BUILDING SIGN - CONTRACTOR TO REMOVE EXISTING
o |H | BUILDING SIGN. NEW SIGN IS AF / Cl. G.C. IS RESPONSIBLE
- s L T —— — - 1 - O — FOR VERIFING POWER TO SIGN LOCATION AND MAKING
I ~ N | —— d = _ — = — = — i - - -~ -~ FINAL POWER HOOK-UP.
1B N\ Z N\ - — 1\ \/\R - é;\ N - 0 _ _ — - : - 0
ﬁ NOTE 8 BALER IS AF / Cl. CONTRACTOR SHALL UNCRATE AND SET
UP BALER. POWER AND HOOK-UP OF POWER TO BALER IS
ﬁ 4, SOPA & ﬁ BY G.C.
| 5 ﬁ NOTE 9 INTERIOR SIGNAGE AND GRAPHICS PACKAGES ARE AF / Al.
7 s N —
| Gl PN 6145 PB Gl PN G145 PB G4 PN _4145-PIB 614 PN _145-PIVB 4 G PN _TA5PIVB 5 SOPA W T NOTE 10 SIGN 1S AF / Cl. CONTRACTOR TO BUILD BASE AND ENSURE
| i - ] POWER TO SIGN, AND HOOK UP POWER AND DATA SERVICE
| o o o o _ m o L ] | | TO SIGN AS REQUIRED.
| c )l Ly s - SODA § .
o =T | & 5 . & 2 & L : |
o X
- 29 ol . 5 o o ok - & o 7 PEER b i CONDENSERS FOR
é TN N B S S P I T B LY
2 : i = - = " = Z - g
= R | Ay B s | Ee He | s2 B K - PEER ;
Q. S D N i ) .
I P Pve WY _ 7o & o > 5 n
o ' 1k , N\M m = N . Mm . Mm . WALK-IN . i i
| || HERSHEY ENDcAP & 720 mzmmm_nz@ 2 mw w% 9 m 2 E WWWW COOLER x| m
= 7| SNACK AVENUE - ke 51dz% B term 2 53 4 4 80 NOTES | Ff 5 L
r— uf a| |1 e o] NOTE | =< | mm_fw | OBEER ’
| | I S 5
| ” | mm@i@@u M.,i_o_m _m ﬂm S N Ww 5 m > CO2 PORT (EXISTING
Nl
o I I | — norez & & T ) m 5 g Y 1 o RELOCATED BY G.C.)
| | B e | T o et <& Zz s Sk W_WWW = i o
7 I ! I =~ 2> N m S =0 p
O L——JlA pe] rEyl e T T s R o . D L
— | { il - == ) [ ] | BL _gerAoTWE | ¥ | o %\ N o — o o T — —  — @ o o
7 E 25 __l —_ I—_ __l —_ I—_ Y3ISNIdSIa MV = E < 7
* = @ . i bl o lse Ba || o 2 WINE ) *
| 2z 24 == ©ofFT CARD ENDCAP 9 Y f i m m W 0B Q S = |
U= sanowicH || microwave | [HOT. TO||HOT TO _Hm&fo MGU —ﬂT Ao WW P% W Yﬁ mw % W N o WW W
| | L ” e | R gl | M3 2| L |
23 e ATz AFZELTE - =
| | | ANTHONY 36" x 81" H |
— - W PERATION SHOPETIE GHASS DOOR g 3 |
o . ﬂw v m BEF FIT ENDCAP DISPLAY ENDCAP B = o |
Ll MW 32 o Poe) No Poe) : i & T |
R CHECK-OUTS SNNNENR | g |
L g RN ) |
7 f B Bocrs e PEER | a/ W W | 5 COMPARTMENT |
o . sy A 4 4 A B SINK. (CF/CI)
i IMPULSE = g MP 2601 NP 9505 (N0 Poe) N Sy |
\\\_f N = MIM w%@%wm RUG ] — 0,
77 - B gl LN 5 oesEl  aeNvials|  aowvias|  groheupid] | POCTOR ) _ o _ _ ©) Bl |
= o e [ 5 ] S = - AT ) -
| Bi= == 2 e+ w [RC-9778 — e | = ﬁ
| &3 | &3 = %3 = (CF/CI)— 2 w/1 SENVESIE Ry caee Lﬂm_ |
(FOR TOPACCO [PROPUCTS) N mm
| LOCKERS [0 \ |
| L FT e <$sf [ ./ TouET DAL |
NI Fxs Fox
| it 0 | Www EXPANDED MPA (s s oo s BS B2 (103 e |
| o SN OINGOL  SNO LD 0INOL o mw [104] 02— 1 B |
W i // 205 OINGDL SSTEDONG  OINA0L SN TENS M& NOTE 4 SIS 7 O
| ) J N N 0 ) 1 21 NGE N ) I o
- : —— — — — ,‘ 2 ,WuJb B o — — — \ — — — B - - W - -
\\\\\\\ = <y | —— f
I i ) arw a IE e 4= - - ]
- YT Y Y T —— — — — — — — — J [ & J B w ~l|
| | ATM (AF/AN) —] A A CFUNTON [T T T—-r— SAFE UNDER POl
| | | = CABINET TOP OF DESK—| . DESK
] | | VESTIBULE ~ WORK (CF/CI) ; |
mmmmmmmm % L
| | FED | L NOTE3
| MANAGER'S s
| —orcE. || | |1
ﬁ ﬁ
| I
| - A |
| : , |
| |
| |
| 7 7 W |
| | i ] |
f\\\\\\\\\\\\\\\\\\\\\\\\\\\\HH\HHHH \\\\\\\\\ u
\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\ _
BUILDING SIGN
NOTE 7
SCALE: 1/4" = 10"
o__ _ N__ L._ _ N_
m__ N_ ®_
LEGEND
MONUMENT SIGN AF =  AAFES FURNISHED, OR AAFES VENDOR-FURNISHED
NOTE 10 Al'=  AAFES INSTALLED, OR AAFES VENDOR-INSTALLED
r——-1 CF =  CONTRACTOR FURNISHED
_ _ Cl=  CONTRACTOR INSTALLED
_ _
_ _
_ _
_ _
_ _
_ _
L ___1
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VILLAGE SHOPPETTE

FORT STEWART
GEORGIA
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PLAN
DATE: SCALE: SHEET:
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DRAWING PROJECT NO.

EQ-1




\\Iz_mij FLOOR

] A
EQUIPMENT DRAINS

T

N o : ) j 4.

]

A2

I/2 DIA. OF INLET PIPE = AIR GAF MIN.

| A

DETAIL OF PIPING AT FLOOR SINK

NO SC

L\ CLEVIS HANGER /

ALE

L

\ INSULATION

PIPE

| & GA SHEETMETAL
SADDLE 18" LONG

SUSPENDED PIPE SUPPORT

NO SCALE

CONN. TO EX. 2" VERIFY
EXACT LOCATION

ELEVATION

GENERAL NOTES

PLUMBING FIXTURE CONNECTION SCHEDULE

MFES.=

CONN. TO EX. 3" VERIFY
EXACT LOCATION AND

[]
. ALL WATER PIPING BELOW SLAB ON GRADE SHALL BE BENT UP MARK. FIXTURE WASTE C\W HW REMARKS %@%\ mm\m\% %\\Q&—\Q\%\w
AT ENDS SO THAT NO JOINTS OCCUR BELOW FLOOR. EES (REC) POSOX 660320 DALLAS, TX 75266-0320
5 CONTRACTOR SHALL VERIFY LOCATION. SIZE AND ELEVATION P- | WATER. CLOSET (ADA) 4 _ S FLOOR MOUNTED FLUSH VALVE, TOP OF SEAT |7'-19" A.F.F. - .
OF ALL EXISTING PIPING PRIOR TO INSTALLING ANY NEW PIPE. P_o LAVATORY (ADA) | 1/4" | /o | /o WALL MOUNTED: SET RIM 34" A.F.F. KEY PLAN:
3.  WHERE FIXTURES OR EQUIPMENT ARE NOTED TO BE REMOVED!, __ __ -
CONTRACTOR SHALL REMOVE ALL PIPING AND CAP OR PLUG P-3 [SINK I 1/2 /2 /2 SINGLE COMPARTMENT
SAME BELOW FLOOR, ABOVE CEILING OR IN PARTITIONS AS P-4 3 COMPARTMENT SINK, 3'FS @) 12" | 2)1/2" PIPE CONTINUOUS TO EXIST. FLOOR. SINK
REQUIRED BY LOCAL CODES.
4.  WHEREVER DISSIMILAR METALS ARE CONNECTED ON WATER
LINES, A DIELECTRIC UNION SHALL BE USED.
5.  ALL HORIZONTAL WATER AND VENT PIPING IS RUN ABOVE FLECTRIC WATER HEATER SCHEDULE
CEILING ON PLAN WHICH SHOWN UNLESS OTHERWISE NOTED.
G. ALL HORIZONTAL SANITARY PIPING 1S RUN BELOW MARK LOCHINVAR LOCATION CW HW ELEC. |GAL. | REMARKS
FLOOR ON PLAN WHICH SHOWN UNLESS OTHERWISE NOTED. MODEL #
7. ALL WORK SHALL COMPLY WITH ALL APPLICABLE NFPA, STATE 208/ |
; ; EWH# | HST12-082 | MPA 102 ! !
COUNTY, AND LOCAL LAWS AND ORDINANCES. 340 | 34 o kw | 80 [ INSTALL AS DETAILED
&. 18" HIGH AIR CHAMBERS SHALL BE PROVIDED ON HOT AND
COLD WATER CONNECTION AT EACH FIXTURE OR EQUIPMENT. DATE | REVISION NO. & DESCRIPTION| BY
9. COORDINATE ALL PIPE ROUTING TO AVOID CONFLICTS WITH, PLUMBING LEGEND
STRUCTURAL, MECHANICAL, AND ELECTRICAL FEATURES OF
BUILDING. SOIL OR. WASTE LINE % CONNECT TO EXISTING
10.  ALL WATER PIPING INSTALLED IN EXTERIOR WALLS SHALL BE
LOCATED ON THE INTERIOR SIDE OF THE EXTERIOR wWALL | | ——————- VENT LINE AFF ABOVE FINISH FLOOR
INSULATION. . - COLD WATER LINE CO CLEAN OUT
| |.  PAVEMENT CUTS, BACKFILLING AND PATCHES SHALL MEET
CITY OF FORT STEWART, GEORGIA REQUIREMENTS. ——— HOT WATER LINE WS WASTE STACK
& BALL VALVE 55 SOIL STACK
—0 PIPE TURNING UP VS VENT STACK
—D PIPE TURNING DOWN FO# | FLOOR SINK #
|Q P TRAP VSTR VENT STACK THRU ROOF
(#) KITCHEN EQUIPMENT NUMBER. CcW COLD WATER
} RISER DIAGRAM NUMBER HW HOT WATER
P-# PLUMBING FIXTURE NUMBER WC WATER CLOSET
EX., EXIST. EXISTING LAV LAVATORY
I -
THERMOMETE | 3/ @ D N
_ VACUUM BREAKER - TN MAY EXTEND >m A ENGINEERING CONSULTANTS, INC
T ﬂ h— V \\ /\/\\Pwn_nm Om <WZ|_.. BAGBY BOWNESS GILBREATH m._.ﬂmmw_._(_.’z.
HVAC 4 PLUMBING 4 FIRE PROTECTION
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GENERAL NOTES:

ALL WORK SHALL BE IN ACCORDANCE WITH LOCAL, STATE AND
FEDERAL CODES. WORK MUST CONFORM TO DIVISION 15 OF THE
CONSTRUCTION SPECIFICATION, UNLESS OTHERWISE NOTED.

CONTRACTOR SHALL VERIFY CLEARANCES ROUTING AND TIE-INS
PRIOR TO FABRICATION AND INSTALLATION OF ALL WORK.

EQUIPMENT SHALL BE AS SCHEDULED ON DRAWINGS. WHERE
ACCEPTABLE ALTERNATE MANUFACTURER'S ARE LISTED, EQUIPMENT
SHALL BE OF EQUAL QUALITY AND CAPACITY AS THE EQUIPMENT
SCHEDULED. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ANY
ARRANGEMENT CHANGES REQUIRED TO ACCOMMODATE USE OF
ALTERNATE EQUIPMENT. SUBSTITUTION OF OTHER EQUIPMENT SHALL
BE SUBMITTED FOR APPROVAL TO THE CONTRACTING OFFICER PER
REQUIREMENTS OF THE SPECIFICATIONS.

MECHANICAL DRAWINGS ARE DIAGRAMMATIC AND SUBJECT TO
REQUIREMENTS OF THE ARCHITECTURAL DRAWINGS AND
CONDITIONS IN THE FIELD. MECHANICAL DRAWINGS INDICATE
GENERALLY THE LOCATION OF COMPONENTS AND ARE NOT INTENDED
TO SHOW ALL DETAILS OF THE WORK.

MAKE NO CHANGES WITHOUT THE CONTRACTING OFFICER'S WRITTEN
PERMISSION. IN CASE OF DOUBT, OBTAIN CONTRACTING OFFICER'S
DECISION BEFORE PROCEEDING WITH WORK. FAILURE TO FOLLOW
THIS INSTRUCTION SHALL MAKE THE CONTRACTOR LIABLE FOR
DAMAGE TO OTHER WORK CAUSED BY THE CONTRACTOR'S FORCES
AND RESPONSIBLE FOR REMOVING AND REFPAIRING DEFECTIVE OR
MISLOCATED WORK IN A PROPER MANNER.

DO NOT SCALE DRAWINGS TO LOCATE DIFFUSERS AND EQUIPMENT,
COORDINATE WITH LIGHTING, ELECTRICAL CONDUIT, CABLE RACK,
SMOKE DETECTORS, CEILING GRIDS, SPRINKLER SYSTEM, AND
OTHER TRADES.

PRIOR TO PREPARING SUBMITTALS VERIFY ALL EQUIPMENT VOLTAGES
WITH THE ELECTRICAL DRAWINGS, AND ELECTRICAL CONTRACTOR
AND REPORT ANY INCONSISTENCIES TO THE CONTRACTING OFFICER
AS SOON AS POSSIBLE AND BEFORE ORDERING ANY EQUIPMENT.

PROTECT MECHANICAL EQUIPMENT FROM DAMAGE DURING
CONSTRUCTION. WHEN INSTALLATION |S COMPLETE CLEAN
EQUIPMENT AND MAKE READY FOR PAINTING.

INSTALL ALL EQUIPMENT TO PROVIDE NORMAL SERVICE ACCESS TO
ALL COMPONENTS. INSTALL IN ACCORDANCE WITH
MANUFACTURER'S INSTRUCTIONS. IF MANUFACTURER'S
INSTRUCTIONS CONFLICT WITH CONTRACT DOCUMENTS OBTAIN
CONTRACTING OFFICER'S DECISION BEFORE PROCEEDING.

WHEN WORKING ABOVE ELECTRICAL EQUIPMENT, POWER PANELS,
ETC. THE CONTRACTOR SHALL TAKE PRECAUTIONS NECESSARY TO
PROTECT ELECTRICAL EQUIPMENT FROM DAMAGE.

. THE MECHANICAL CONTRACTOR SHALL BE RESPONSIBLE FOR FIRE

STOPPING WALL PENETRATIONS AT FIRE RATED WALLS WHERE
DUCTWORK OR PIPING ARE INSTALLED. FIRE STOPPING SHALL BE
PERFORMED IMMEDIATELY AFTER THE WORK IS INSTALLED. DO NOT
LEAVE PENETRATIONS UNPROTECTED OVERNIGHT.

. THE CONTROL CONTRACTOR SHALL BE RESPONSIBLE FOR FIRE

STOPPING WALL PENETRATIONS AT FIRE RATED WALLS WHERE
CONTROL CONDUITS, ETC ARE INSTALLED. FIRE STOPPING SHALL BE
PERFORMED IMMEDIATELY AFTER THE WORK S INSTALLED. DO NOT
LEAVE PENETRATIONS UNPROTECTED OVERNIGHT.

. COMPLY WITH UFC 4-010-01, PARAGRAPH B-4.1, STANDARD | €.

AIR INTAKES.

. COMPLY WITH UFC 4-010-01, PARAGRAPH B-4.5, STANDARD 20.

EQUIPMENT BRACING.

DUCTWORK NOTES:

.

DUCTWORK, FITTINGS, AND ACCESSORIES SHALL BE FABRICATED AND
INSTALLED IN ACCORDANCE WITH THE LATEST SMACNA FABRICATION
STANDARDS.

DUCTWORK SHALL BE RUN TIGHT TO THE STRUCTURE. THE
SUBCONTRACTOR SHALL VERIFY ALL ELEVATIONS, AND COORDINATE
WITH OTHER TRADES.

SUBCONTRACTOR SHALL FURNISH AND INSTALL ALL NECESSARY
MISCELLANEOUS SUPPORT STEEL REQUIRED FOR DUCTWORK
INSTALLATION.

SUBCONTRACTOR SHALL FIELD VERIFY ALL DUCT RUNS AND FIELD
MEASURE ALL FITTINGS, ELEVATIONS, AND DIMENSIONS PRIOR TO DUCT
FABRICATION AND INSTALLATION.

DUCT SIZES ARE CLEAR INSIDE DIMENSIONS.
LOCATE DUCTWORK WITH SUFFICIENT SPACE AROUND EQUIPMENT TO

ALLOW NORMAL OPERATING AND MAINTENANCE ACTIVITIES. NO
DUCTWORK TO BE CLOSER THAN 12" TO CABLE RACKING AND LIGHTS.

ALLOW MINIMUM | 2" CLEARANCE WHEN PASSING OVER CABLE RACKING.

ALL EXPOSED DUCTWORK SHALL BE PAINT GRIP AND PAINTED.
COORDINATE COLOR WITH ARCHITECT.

TEST ADJUST BALANCE

THE GENERAL CONTRACTOR SHALL PROVIDE COMPLETE TEST ADJUST
AND BALANCE IN ACCORDANCE WITH IWA UFGS 23 05 93 AND NEBB
PROCEDURES AND STANDARDS FOR AC-1; AC-2; AC-3; AC-4; AC-5;
ALL RETURN FANS, EXHAUST FANS, AND ALL AIR DEVICES.

PROVIDE THREE COFPIES OF THE FINAL TEST AND BALANCE REFORT.

BALANCE EQUIPMENT AND AIR DEVICES TO WITHIN +/- 5% OF AIR
FLOW SHOWN.

EQUIPMENT NOTES:

I

THE MECHANICAL CONTRACTOR SHALL COORDINATE THE
INSTALLATION OF ALL MECHANICAL EQUIPMENT WITH THE
MANUFACTURER'S INSTRUCTIONS AND THE ELECTRICAL CONTRACTOR.

THE MECHANICAL CONTRACTOR SHALL REVIEW THE FOOD SERVICE
DRAWINGS FOR COORDINATION WITH MECHANICAL. MECHANICAL
CONTRACTOR SHALL INSTALL ALL FOOD SERVICE EQUIPMENT AND
INTERCONNECT REFRIGERANT PIPING INDICATED ON THE MECHANICAL
AND FOOD SERVICE PLANS.

DUCTWORK LEGEND

SYMBOL

DESCRIPTION

ROOFTOP AC UNIT SCHEDULE — HEAT PUMP

DUCTWORK, DOUBLE LINE
INSIDE "FREE AREA" DIMENSIONS ARE SHOWN

SUPPLY FAN OUTSIDE AR COOLING CAPACITY HEATING CAPACITY ELECTRICAL | NOMINAL

MARK SERVES CFM ESP. [ pp |UNT [ oy | SENSIBLE | TOTAL ENT. AR MBH STRIP HEAT | ENT. ) TONS
IN_W.G. MIN. MBH MBH Fdb | Fwb KW STEPS | AR F

RTU-| SHOPPETTE 3800 35 3 - - 87 115 80 67 118 27 2 47 20 8/3 10

Ve 'a | =
neal Estate Dreclorare

AAFES (RE-C) P.0.BOX 660320 DALLAS, TX 75266-0320

WIDTH ! ! DEPTH
|

[ieo iz o

" WIDTH DEPTH

DUCTWORK, DOUBLE LINE
INSIDE "FREE AREA" DIMENSIONS SHOWN
@= ROUND, <= FLAT OVAL

NOTES:
1. RTU—1 PERFORMANCE AND CAPACITY DADA PROVIDED FOR TAB PURPOSES

FLEXIBLE ROUND DUCT
MAX. LENGTH = 5-0"

AR DEVICE SCHEDULE

CEILING DIFFUSERS

- MHGHT | suppLY DUCTWORK SECTION
,lexte INSIDE DIMENSIONS ARE SHOWN
- wiort
- MHGHT | RETURN OR EXHAUST DUCTWORK SECTION
,lexte OUTSIDE DIMENSIONS ARE SHOWN CLEAR
- wiort
. RISE__

DUCTWORK RISE OR DROP
ARROW SHOWS DIRECTION OF AIR FLOW

ELBOW TURNED UP WITH TURNING VANES

MARK DESCRIPTION BASIS OF DESIGN REMARKS
AXB = NECK SIZE LOUVERED FACE LAY-IN |. OBD - WITH ACCESSIBLE OPERATING LEVER
CEM = AIRFLOW CEILING DIFFUSER 2. EQUALIZING GRID
Y O ey LN o s 3. SQUARE TO ROUND ADAPTER FOR NECK SIZES SMALLER
FDZ NOTED OTHERWISE) TDC - BORDER NO 3 THAN 9" BY 9" SQUARE.
FD = EQUIP WITH CEILING ' 4. PROVIDE EXTERNALLY INSULATED SUPPLY PLENUM FOR
RADIATION DAMPER 4 BLANKET NECK SIZES 12" BY 12" AND LARGER.
AXB = NECK SIZE LOUVERED FACE SURFACE | I. OBD - WITH ACCESSIBLE OPERATING LEVER
W CFM = AIRFLOW MOUNTED CEILING DIFFUSER | 2. EQUALIZING GRID
/522" |W = ROUND RUNOUT (IN.) 3. SQUARE TO ROUND ADAPTER FOR NECK SIZES SMALLER
Z = THROW TITUS THAN 9" BY 9" SQUARE
FO\.CFM_/Z |FD = EQUIP WITH CEILING TDC - BORDER NO.G ‘

4. PROVIDE EXTERNALLY INSULATED SUPPLY PLENUM FOR
NECK SIZES 12" BY |2" AND LARGER.

RADIATION DAMPER ¢ BLANKET

ELBOW TURNED DOWN WITH TURNING VANES

SIDEWALL SUPPLY REGISTERS

RADIUS TYPE ELBOW
CENTERLINE RADIUS = 1.5 X WIDTH

SQUARE TYPE ELBOW WITH DOUBLE
THICKNESS VANES. VANES REQUIRED IN ALL
DUCTWORK ELBOWS U.N.O.

ACCESS DOOR (AD)
| 2X 12 UNLESS NOTED OTHERWISE

— M
AL

FIRE DAMPER (FD), FIRE DAMPER-3 HOUR RATED

(FD(3HR)), FIRE DAMPER W/SIDEWALL GRILLE
(FD(THINLINE) (RUSKIN [1BD20G)), COMBINATION
SMOKE AND FIRE DAMPER (SFD), OR SMOKE

AXB = NECK SIZE SIDEWALL SUPPLY REGISTER | 1. OBD.
/53 |CFM = AIRFLOW 2. VERTICAL FRONT BLADES
-AXB
e/ TITUS - 300F
RETURN /EXHAUST GRILLES
R = RETURN ALUMINUM CUBE CORE I. OBD.
E = EXHAUST "EGGCRATE" (1/2'%1/2"X1/2") | 2. OBD NOT REQUIRED FOR TRANSFER GRILLES.
m 1= TRANESCFERS - TITUS - 50F
AXB AXB = NECK SIZ ]
DGV | CFM = AIRFLOW BORDER TYPE NO. | - ALUM.
FD = EQUIP WITH CEILING TITUS - 50R
RADIATION DAMPER ¢ BLANKET | BORDER TYPE NO. | - STEEL
R = RETURN WALL RETURN GRILLE
E = EXHAUST HORIZONTAL BARS SET AT
/R |T = TRANSFER 172" SPACING
(_AB ) |AXB = NECK SIZE
\CPM_/ | CFM = AIRFLOW TITUS - 3557RL

BORDER TYPE NO. |
O°F DEFLECTION

tLECTRIC DUCT HEATERS — EXISTING

Y DAMPER (SD). ALL FD, SFD AND SD SHALL
HAVE A |2X12 AD U.N.O.
(\‘/. CONICAL SPIN-IN WITH MANUAL DAMPER
‘/f\-\-l BOTTOM-TAPPED CONICAL SPIN-IN
L WITH MANUAL DAMPER

MARK SERVES TYPE capaciTY | ELETRIGAL 1 puct size
DH-| UEHCET™ (A) 1000 W 1 20/1 &x8
] BREAKROOM ’

—Mr
L

MANUAL VOLUME DAMPER (MD)

-
L

MANUAL VOLUME DAMPER WITH CONCEALED
DAMPER REGULATOR
(YOUNG'S REGULATOR- BEVEL GEAR TYPE)

ABBREVIATIONS
AC AIR CONDITIONING UNIT
ACD ACCESS DOOR
AD AUTOMATIC DAMPER
AFF ABOVE FINISH FLOOR
ARCH ARCHITECTURAL
AUX AUXILIARY
CFM CUBIC FEET/MINUTE
CONC CONCRETE
CONN CONNECT
DISC DISCONNECT
DPR DAMPER
DR DOOR
DN DOWN
DWG DRAWING
EAT ENTERING AIR TEMPERATURE
EX EXISTING
EMG EXPANDED METAL GRILLE
FD FIRE DAMPER
HDR HEADER
() HUMIDITY SENSOR
HTR HEATER
LAT LEAVING AIR TEMPERATURE
LP LOW PRESSURE
MAN MANUAL
MBH | 000 BTU/HR
MD MANUAL DAMPER
MFD MECHANICAL FLOOR DRAIN
oD OUTSIDE DIAMETER
OSA OUTSIDE AIR
PSIG POUNDS PER SQUARE INCH GAGE
/\P DIFFERENTIAL PRESSURE
SDT SMOKE DETECTOR
T'STAT THERMOSTAT
@ ROOM TEMPERATURE SENSOR

HEATER TYPES:

(A) DH - ELECTRIC DUCT HEATER

REMARKS:
@ EXISTING DUCT HEATER TO BE RELOCATED

4‘\/\;4
+

AUTOMATIC MOTOR OPERATED DAMPER (AD)
ALL AD SHALL HAVE A 12X 12 ACCESS DOOR
U.N.O.

4‘\/\;4
4+

FLEXIBLE DUCTWORK CONNECTION

LOW PRESSURE RUNOUT WITH SQUARE-TO-ROUND

TRANSITION AND CONICAL SPIN-IN.

EQUAL AREA SPLITTER

DUCTWORK - ROUND OR RECTANGULAR - SINGLE LINE

TRANSITION AND CONICAL SPIN-IN.

TN CEILING MOUNTED SUPPLY AIR DIFFUSER
<> I_ <> MANUAL DAMPER - SINGLE LINE
<> . <> DUCT TRANSITION - SINGLE LINE
\ / SIDEWALL DIFFUSER - SINGLE LINE
( :lj (
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SEAL

JOINT RECTANGULAR

SQUARE TO ROUND DUCTWORK

TAKE-OFF

EXTERNALLY INSULATED
FLEXIBLE DUCT.
MAX LENGTH OF 5'0"

SUPPORT
STAND-OFF,

SEE NOTE 1.

SINGLE BLADE DAMPER
-MOUNT IN HORIZONTAL

ROUND "SNAPLOCK" SHEETMETAL
FOR RUN-OUTS LONGER THAN 5 FEET.
INSULATE WITH EXTERNAL DUCTWRAP.

DRAW BAND

NOTES:
I. PROVIDE STAND-OFF AND EXTENSION ROD TO ACCOMMODATE INSULATION.

2. INSULATE SPIN-IN WITH EXTERNAL DUCT WRAP. SLIT INSULATION AT
DAMPER RODS. SEAL JOINTS VAPOR TIGHT WITH MASTIC.

3. SEAL ALL JOINTS TO PREVENT LEAKAGE.

LOW PRESSURE SQUARE TO ROUND
SRANCH DUCT CONNECTOR DE TAIL

SCALE:  NONE

POWDER ACTUATED
PIN(IF ALLOWED
BY CODE)

CONCRETE SLAB EXPANSION SHIELD

| |
—~— "X |6 GA. ——=
STRAPS
SHEET METAL
SCREWS
N DUCT NN

- DUCT-SEE PROJECT
PLAN FOR SIZE

SINGLE RECTANGULAR DUCT

BEAM —— °

= 5 =

SECURE STRAP —
HANGERS TO
STRUCTURE

TURN STRAP  —==—

"X 18 GAGE STRAP ——==—
HANGERS UP THRU
30"0 I'X 1/&"
30"0 AT 10'O.C.

SHEET METAL
SCREWS

DUCT-SEE PROJECT
PLANS FOR SIZE

ROUND DUCT

HANGER AND SUPPORT DETAILS FOR

(VARIOUS METHODS OF ATTACHMENT)
NOT TO SCALE

OF BOLT

ALTERNATE POSITION \ -

|" FLANGE ¢ HEM

BOLT ON 4" CENTERS

/ "X 1/8" BAND IRON
% ,gﬂﬁ%%j%%ﬁ/%m@

FLANGED CONN.
ON FAN OR AIR
HANDLING UNIT

/ WASHER
i

a—— BOTTOM CHORD OF STEEL JOIST

—=— | /2" ALL THREAD
ROD

USE THIS METHOD WHENEVER DUCTS
CAN BE GROUPED TOGETHER

SEE PROJECT DRAWINGS FOR
/ NUMBER ¢ SIZE N

/ L
WASHER

SHEET METAL AS
SPECIFIED FOR
DUCTWORK

~c CTANGULAR FLEXIBLE

I 1/2" POCKET SLIP

FLEXIBLE MATERIAL
lﬁ AS SPECIFIED

Y %

e

SHEET METAL AS
SPECIFIED FOR

I 1/2" MIN. TO 3" MAX. DUCTWORK

INSTALLED. &"

NORMAL WITH MAT.

TAUT.

CONNEC TON DE TAIL

STEEL BEAM ——==—

—5]

/2" ALL THREAD —==—
ROD

BEAM
CLAM

DUCT

DUCT DUCT

MULTIPLE DUCT RUNS ON TRAPEZE HANGERS

2'X2" X 3/16" ANGLE (WHERE
LENGTH OF ANGLE EXCEEDS
GFT. USE INTERMEDIATE
SUPPORT)

SASH LOCK

—

DUCT

1) |

ACCESS DOOR FRAME
NOSING

N

/

LINER

DUCT  LINEKR

Dt TAIL

NOTE: DUCTS SHALL BE SUPPORTED AT
NOT LESS THAN T OFT. O.C. AND
SHALL COMPLY WITH DOD UFC
4-010-0O1 STANDARD 20
EQUIPMENT BRACING.

INSULATED ACCESS DOOR

(CT—

ACCESS DOOR FRAME
NOSING

.

~

LINER

Al ACCESS  DOOR

NO  SCALE

ROUND FLEX. DUCT
(MAXIMUM LENGTH 5 FEET)

SEAL LINER EDGES WITH MASTIC

SUPPLY DUCTT‘ N

P

q RETURN/EXHAUST
DUCT

a NOTE 3
- NOTE 1|
RETURN/EXHAUST i
S puct 3
Y= NOTE | 1 COVER OPENING
" WITH BIRDSCREEN
Va NOTE 3
T« NOTE 2

COVER OFPENING
WITH BIRDSCREEN

|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
|
1
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. MAXIMUM ANGLE OF |5 DEGREES.

2. MAXIMUM ANGLE OF 30 DEGREES.
3. MAXIMUM FACE VELOCITY OF 700 PER MINUTE. FREE AREA OF OPENING

IN SQUARE FEET SHALL BE DETERMINED BY REQUIRED CFM DIVIDED BY 700.

=t TURN

CXHAUST DUCT OFPENING DE TAIL

SCALE: NONE

=

ALTERNATE RUNOUT
TOP CONNECTION -l

CEILING

DIFFUSER - (SEE PLAN FOR
LAY-IN OR SURFACE MOUNTING)

' J{
NYLON DRAW BANDS 711/// ~~

NO  SCALE

GALVANIZED STEEL

STEEL WIRE PLENUM WITH I"
DIAGONAL CORNERS oAl UNER EDGES =7 .
BOX HEIGHT = ROUND DUCT DIAMETER
- GALVANIZED STEEL PLUS 2" (MINIMUM DIFFUSER. NECK,
PLENUM WITH 1" : SIZE PLUS 2"
LINER X OPPOSED BLADE (WHERE SCHEDULED)
DAMPER WITH BLADES
o' DUCTWRAP PERPENDICULAR TO AIR FLOW
SEAL VAPOR TIGHT |
ya SEAL PLENUM AND
/N/N/N/\/\ SEAL PLENUM TO DIFFUSER
/’\ f/fl_ \f\_,
G ADAPTOR FROM DIFFUSER
= /NN R
u DIFFUSER
SURFACE MOUNT PLENUM DETAIL
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ELECTRICAL

SYMBOLS LEGEND

FIXTURES

Y Comomnon T b oo ©, coug e syce on ks v,
M M,w,m_w_mwm_oochﬁmm_.q. & DATA OUTLET, MTD 1°=6°H. 'D’ ON CIRCUIT 8 CONTROLLED BY SWITCH * b .
SURFACE MTD. OR SUSPENDED FLUORESCENT FIXTURE
RECESSED FLUORESCENT FIXTURE
WALL MTD. FLUORESCENT FIXTURE
FIRE ALARM SYSTEM
e —— WALL MTD. INCANDESCENT OR H.I.D. FIXTURE
[EACE] FIRE ALARM CONTROL PANEL Y&'W&_.AOVE.@ NIGHT LIGHT FIXTURE; 24 HOUR INDOOR, DUSK TO DAWN OUTDOOR
[(ANN] ANNUNCIATOR PANEL
[E] MANUAL PULL STATION MTD. 3’'-8" H. ® LIGHTED EMERGENCY EXIT SIGN
0o FLASHING STROBE ASSEMBLY MTD. 6'—8" H.
© FLASHING STROBE ASSEMBLY MTD. IN CEILING SWITCHES
FK COMBINATION HORN/ STROBE ASSEMBLY MTD. 6'—8" H. $ 1 POLE, 20, 120/277V SWITCH FLUSH MTD. 4’—0"H.
Q) CLG. MTD. PHOTO—ELECTRIC DETECTOR 3 3—WAY, DO. DO. DO.
(S—e  DUCT MTD. PHOTO—ELECTRIC DETECTOR D WALL MOUNTED OCCUPANCY SENSOR
[ REMOTE DUCT DETECTOR LIGHT/TEST STATION MTD. 5'—Q" H. ® 360" CLG. MOUNTED OCCUPANCY SENSOR
FAT FIRE ALARM SYSTEM RADIO ALARM TRANSMITTER
CONDUITS AND CIRCUITING
POWER OUTLETS 7/~ N\ CONCEALED OVERHEAD OR IN WALLS
&=  20A-125V DUPLEX RECEPTACLE, NEMA 5-20R, MTD. 1’—6" H. 77N\ CONCEALED BELOW FLOOR OR GRADE
([~ = DO. DO. ., MTD. 3'—8"H. \)md /3 HOMERUN TO OTHER THAN A 20A—1P BREAKER;
- DO. DO. © MTD. 11'—0"H. HOMERUN SHOWN IS TO A 60A—3P BREAKER.
© DO. DO. MTD. ABOVE CEILING \EW; s HOMERUN TO PANEL; SHOWN ARE 3#12 CONDUCTORS RUN TO
' :1,3 CIRCUITS 1 AND 3 IN PANEL ’LA’ (SLASH MARKS INDICATE NUMBER
S=we DO. DO. , W/ WEATHERPROOF COVER OF CONDUCTORS, NO MARKS INDICATES 2 CONDUCTORS).
GFI DO. DO. , GROUND FAULT CIR. INTERPT. CONDUITS TO BE SIZED AS SHOWN OR AS REQUIRED BY CODE.
w TWO "€Ex " MTD. UNDER COMMON COVER 1'—6"H.

SPECIAL CONFIGURATION OUTLET; SEE PLANS FOR DESCRIPTION
JUNCTION BOX

JUNCTION BOX CONNECTION TO SIGN

POWER/COMM. POLE; WIREMOLD 30TP—-4 SERIES OR EQUIV.

ROOD

POWER EQUIPMENT
I LIGHTING/ APPLIANCE TYPE PANELBOARD

/7777 DISTRIBUTION TYPE PANELBOARD
@L ELECTRIC MOTOR; TYPE AND RATINGS AS SHOWN
FUSED SAFETY DISCONNECT SWITCH
N._E_u NEMA 3R FUSED SAFETY DISCONNECT SWITCH
(M) ELECTRIC UTILITY METER

AS

ABBREVIATIONS
H. or A.F.F. MOUNTING HEIGHT ABOVE FINISHED FLOOR OR GRADE
WP NEMA RATED FOR OUTDOOR USE
GFl GROUND FAULT CIRCUIT INTERRUPTER
A.F.C.I. AAFES FURNISHED/CONTRACTOR INSTALLED ITEM
EM FIXTURE W/ EMERGENCY BATTERY PACK; SEE SPECIFICATIONS

THREADED ROD
SUPPORT
DATA J—BOX

1/2" FLEX. FOR DATA

POWER

LL ——TRIM PLATE

CEILING 4.
GRID

WIREMOLD 30TP-4
SERIES OR EQUIVALENT

FLEX. TO
OUTLET— ———==¢ 7.

SEE CHART
- HART FOR
%z OF OUTLETS

/
\=\

%

<>

Q

SECURITY SYSTEM

SECURITY SYSTEM CONTROL PANEL

SYSTEM KEYPAD

DURESS/PANIC ALARM SWITCH

CONCEALED BALANCED MAGNETIC DOOR SWITCH
MOTION DETECTOR

SOOR

LOSS PREVENTION
CAMERA (EX.)
VIDEO RECORDER (EX.)

&l &

MISCELLANEOUS

BELL

PUSHBUTTON

TIMECLOCK— 24 HR., 7 DAY
CONTACTOR— MECH. HELD, 4—POLE

IEI

\" TEL J—BOX

va 3/4" FLEX. FOR TELEPHONE

NOTES:

CEILING HEIGHT IS 12’—0"; USE MINIMUM POWER
POLE HEIGHT OF 15'-0".

SECURE POLE TO FLOOR AND TO CEILING GRID.

COORDINATE OUTLET HEIGHTS WITH SALES
FIXTURE PROVIDER PRIOR TO ORDERING.

COORDINATE EXACT LOCATIONS WITH AAFES
FURNISHINGS PRIOR TO BEGINNING INSTALLATION.

PROVIDE 15 FT. ADDITIONAL FLEX OR CABLE
COILED AND TIED OFF ABOVE CEILING.

SCHEDULE OF OUTLETS:

POLE POWER COMM.

LOCATION SIDE SIDE

RETAIL 2 DUPLEX C.0. | ———

SHELVING UNIT

CASH_REG. 2 DUPLEX C.0. | 1 TRIPLEX

STAND . Fex. conn. LT
TO QUAD C.O.° o@_gmmm

FLEXIBLE CONDUIT USED AT POWER POLES SHALL
BE THE LIQUID-TIGHT TYPE.

DETAIL — POWER/COMM POLE

NO SCALE

o

@ N

©

11.

12.

13.

14.

15.

16.

17.

18.

GENERAL NOTES

ALL ELECTRICAL WORK AND MATERIALS SHALL CONFORM TO THE 2009
EDITION OF THE INTERNATIONAL BUILDING CODE, THE 2008 EDITION OF
THE NATIONAL ELECTRIC CODE, THE LATEST EDITION OF THE UNIFORM

FACILITIES CRITERIA 3—600—01 AND THE REQUIREMENTS OF ANY STATE
AND LOCAL AUTHORITIES HAVING JURISDICTION.

THE POWER WIRING SYSTEM SHALL CONSIST OF SINGLE CONDUCTOR
COPPER CABLES INSTALLED IN CONDUIT. MINIMUM SIZES SHALL BE No. 12
AWG FOR CONDUCTORS AND 1/2" TRADE SIZE FOR CONDUIT. MINIMUM SIZE
CONDUIT FOR HOMERUNS TO PANELS IS 3/4".

CONDUCTORS No. 10 AWG AND SMALLER SHALL BE SOLID. CONDUCTORS No. 8 AWG
AND LARGER SHALL BE STRANDED. SEE SPECIFICATIONS FOR INSULATION TYPE.

ELECTRICAL GROUNDING SYSTEM SHALL CONFORM TO NEC ART. 250.

ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE FOR VISITING THE
SITE TO VERIFY ALL EXISTING CONDITIONS PRIOR TO BID DATE.

VERIFY ALL DOOR SWINGS WITH ARCHITECTURAL PLANS BEFORE
ROUGHING IN LIGHT SWITCHES.

VERIFY LOCATION AND RATINGS OF ALL MOTORS AND EQUIPMENT WITH
THE SUPPLYING CONTRACTOR PRIOR TO ROUGH IN.

ALL ELECTRICAL EQUIPMENT SHALL BE FURNISHED AND INSTALLED BY
THE ELECTRICAL CONTRACTOR UNLESS NOTED OTHERWISE.

CONTACTORS SHALL BE THE MECHANICALLY HELD TYPE.

. ALL UNDERGROUND CONDUIT RUNS ENTERING THE BUILDING SHALL BE

SEALED TO PREVENT THE ENTRANCE OF MOISTURE AND GASES.

OBSERVE NEC CLEARANCE REQUIREMENTS WHEN MOUNTING ALL PANELS,
SAFETY SWITCHES, ETC.; COORDINATE WITH ALL TRADES.

WHERE MULTIPLE RING KNOCKOUTS ARE UTILIZED, PROVIDE BONDING
JUMPERS FROM BUSHING TO ENCLOSURE.

ALL HVAC EQUIPMENT CIRCUITS SHALL BE PROVIDED WITH A FUSIBLE
HEAVY DUTY SAFETY SWITCH AT THE EQUIPMENT LOCATION. SWITCHES
AND FUSES SHALL BE SIZED IN ACCORDANCE WITH THE MANUFACTURER'S
SPECIFIC RECOMMENDATIONS FOR THE EQUIPMENT INSTALLED.

ALL WIRING DEVICES SHALL BE GRAY IN COLOR. DEVICE PLATES SHALL
BE TYPE 302 BRUSHED STAINLESS STEEL; FURNISH BLANK PLATES FOR
FUTURE OUTLETS.

ALL BRANCH AND FEEDER CIRCUITS SHALL CONTAIN AN INSULATED
GREEN GROUNDING CONDUCTOR.

FOR CURB—MOUNTED ROOFTOP EQUIPMENT, ELECTRICAL CONDUITS SHALL
BE RUN INSIDE OF CURB IN LIEU OF A SEPARATE ROOF PENETRATION.

AS PART OF ELECTRICAL SUBMITTALS, CONTRACTOR SHALL SUBMIT FULLY
DIMENSIONED LAYOUT PLAN OF ROOM 102 ELEC. SHOWING ALL PANEL
LOCATIONS FOR REVIEW PRIOR TO ROUGH=—IN.

NO EXPOSED CONDUIT RUNS ON EXTERIOR OF BUILDING ARE ALLOWED.

REFRIGERATION EQUIPMENT TO BE REPLACED
UNDER THIS CONTRACT. COORDINATE ALL
ELECTRICAL REQUIREMENTS FOR NEW EQUIP-
MENT WITH REFRIGERATION EQUIPMENT
SUPPLIER. PROVIDE NEW CIRCUIT BREAKERS
FOR NEW EQUIPMENT AS NECESSARY.

REF . EM A P FD B

T

EXIST. & o C
GROUND N EXIST. _— ’
— SERV I CE
= ENTRANCE
LINE LEGEND:

— EXISTING ITEMS TO REMAIN IN SERVICE
—— —— EXISTING ITEMS TO BE DEMOL ISHED
|zm<<<<o_ux

ELECTRICAL RISER DIAGRAM

NOT TO SCALE

LAMPS
FIXTURE MANUFACTURER/

MARK | No.| WATTS| TYPE FIXTURE DESCRIPTION CATALOG NUMBER NOTES

F1 2 32 | F32T8 | SURFACE MTD. FLUORESCENT FIXTURE LITHONIA CS 232 MVOLT 1,4
<<_.|\ WRAPAROUND PRISMATIC ACRYLIC .
LENS. .

F2 2 32 | F32T8 | 2'x 4’, 2—LAMP, 4 FT. FLUORESCENT LITHONIA 2SPG 232 FW A12125 120 GEB10 1,2,4
TROFFER W/ FLUSH ALUMINUM DOOR & | METALUX 2GC FA 232 A125 120 TEB81
.125" PRISMATIC ACRYLIC LENS WILLIAMS 50G S24 232 FA12125 EBLHZ 120

F3 3 32 | F32T8 | 2'x 4’, 3—LAMP, 4 FT. FLUORESCENT LITHONIA 2SPG 332 FW A12125 120 GEB10 1,2,4
TROFFER W/ FLUSH ALUMINUM DOOR & | METALUX 2GC FA 332 A125 120 TEB81
.125" PRISMATIC ACRYLIC LENS WILLIAMS 50G S24 332 FA12125 EBLH3 120

F4 4 32 | F32T8 | 2’'x 4’, 4—LAMP, 4 FT. FLUORESCENT LITHONIA 2SPG 432 FW A12125 120 GEB10 1,2,4
TROFFER W/ FLUSH ALUMINUM DOOR & | METALUX 2GC FA 432 A125 120 TEBS81
.125” PRISMATIC ACRYLIC LENS WILLIAMS 50G S24 432 FA12125 EBLH4 120

FV - - - L.E.D. COOLER & FREEZER LIGHTS FURN. BY REFRIGERATION CONTR. 8

FW 2 32 |F32T8 |4 _FT 2-LAMP SUSPENDED BARE LAMP LITHONIA C 232 120 GEB10 1,4,6
STRIP W/ BASKET STYLE WIRE GUARD METALUX SS 232 120 TEB81

WILLIAMS 76 4 232 EBLH2 120

® FURN. W/ FIXTURE|LIGHTED EMERGENCY L.E.D. EXIT SIGN LITHONIA LE S 1 G 120 EL N. 1,4
W/ BRUSHED ALUMINUM STENCIL FACE SURE LITES CAX 7 1 70 G
HOUSING & GREEN LETTERS PATHWAY LDEX1CG

FIXTURE SCHEDULE NOTES:

XN O AU

1. ALL FIXTURES SHALL BE AS SPECIFIED OR APPROVED EQUALS.
2.

CONTRACTOR SHALL COORDINATE RECESSED FIXTURES WITH CEILING TYPE
TO INSURE MOUNTING COMPATABILITY; FURNISH ALL NECESSARY HANGERS,
FRAMES, TRIMS, ETC... AS REQUIRED FOR A COMPLETE INSTALLATION.

FIXTURE TO BE WIRED FOR 208V OPERATION.

FIXTURE TO BE WIRED FOR 120V. OPERATION.

FIXTURE TO U.L. LISTED FOR DAMP LOCATION USE.

FIXTURE TO BE U.L. LISTED FOR OUTDOOR WET LOCATION USE.
LAMPS TO BE PHILIPS ALTO T8 3500°K LOW—MERCURY TYPE.
FIXTURE TO BE FURNSHED WITH COOLER/FREEZER UNITS.

ROOFTOP
A/C
L] S
101
F— O——O——C—0——6
101 104 —102—
\/

106

105

104 103

4_.|>o_u7
100

102

FIRE ALARM DIAGRAM

NOT TO SCALE

102

O—9P—0—0—0—0—0—90—
101 100 —102—
| KP | SEC
REAR
DOOR 102

SECURITY RISER DIAGRAM

NOT TO SCALE
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SNACK AVENUE EQUIPMENT SCHEDUL

SNACK _AVENUE EQUIPMENT CIRCUITING SCHEDULE
EQUIP. FEEDER
MARK LOAD [UNITS[VOLTAGE | 4| CONDUCTORS [CONDUIT] ~ PNL:CKT | NOTES
8 TWIN INFUSION COFFEE BREWER| 25 |AMPS[120/208(1( 3#8, 1#10G | 1 B:2,4 1
9 CAPPUCCINO DISPENSER 15 |aMPs| 120 [1[2#12, 14126 1/2" B:1 2
10 HOT BEVERAGE DISPENSER 15 |AMPS| 120 [1[2#12, 1#126] 1/2° B:3 2
11 INFUSION ICE TEA BREWER 14 |amps| 120 [1[2#12, 14126 1/2 B:5 1
13 GOURMET ICE SYSTEM 15 |AMPS| 120 [1[2#12, 1#126| 1/2° B:7 2
14A | CARBONATED BEV. DISP. 30 [AMPS| 208 |1]|3#10, 1#106| 17 [ B:11,13 | 4
15A | POST MIX 15 |AMPS| 115 [1[2#12, 1#126] 1/2" B:9 1
15C | ICE MAKER FOR DRINK MACHINE| 20 |AMPS| 208 [1[3#10, 1#10G| 3/4" | B:6,8 1
16B | MICROWAVE 15.8 |[AMPS| 115 | 1]|2#12, 1#126] 1/2 B:15 3
20A | SANDWICH COUNTERTOP COOLER[ 15 |[AMPS| 115 [1]|2#12, 1#12G6[ 1/2° B:10 1
22A | CHILI CHEESE DISPLAY 1.7 [AMPS| 115 [1]2#12, 1#126| 1/2 B:17 1
22B | CHEESE DISPLAY 1.7 [avPs| 115 [1[2#12, 14126 1/2" B:17 1
23A [ HOT TO GO DEL 5.3 [AMPS| 115 |1]2#12, 14126 1/2 B:19 1
238 [ HOT TO GO BURRITO 5.3 |[AMPS| 115 |1]|2#12, 1#12G6| 1/2 B:21 1
24A | HOT DOG GRILL 7 |amps| 120 [1[2#12, 1#126] 1/2 B:23 2

B:25

B:27
25 CREAMER MACHINE 2 |aMps| 115 [1[2#12, 1#126] 1/2" B:14 1
31 ICE CREAM FREEZER 4.5 [AMPS| 120 |1]|2#12, 1#126( 1/2 B:16 1
32 UNDERCOUNTER REFRIGERATOR | 15 [AMPS| 115 |1]|2#12, 1#12G6[ 1/2 B:18 2

B:20

NOTES:

1. PROVIDE RECEPTACLE TO MATCH CORDSET FURNISHED WITH UNIT.

2. PROVIDE NEMA 5-15R
3. PROVIDE NEMA 5-20R

4. PROVIDE NEMA L6—20R RECEPTACLE.

RECEPTACLE.
RECEPTACLE.
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ELECTRICAL PLAN

SCALE: 1/4* = I'(f

2

PANEL:B

VOLTS: 208Y/120V, 3PH.,4 WIRE

MAIN: 225 MLO

MOUNTING: SURFACE BUS: 225 AlC: 22K
EQUIPMENT SERVED: |CKT.| BKR VA BKR|CKT|EQUIPMENT SERVED:
PHASE A PHASE B PHASE C

#9 cAPPUCCINO  GFI| 1 |20/1| 1800 | 3000 40/2| 2 |#8 COFFEE BREWER
#10 HOT BEV. GFI| 3 |20/1 1800 | 3000 V|4 |
#11 TEA BREWER  GFI| 5 |20/1 1700 | 2400 |[30/2| 6 [#15C ICE MAKER
#13 GOURMET ICE GFI| 7 [20/1| 1800 | 2400 v |8 i
#15A POST MIX  GFI| 9 |20/1 1800 | 1800 20/1| 10 |#20A SANDWICH CLR.GFI
#14A BEV. DISP. 11 |40/2 3600 — | 20/1] 12 |sPARE

i 13| ¢ | 3600 240 20/1| 14 |[#25 CREAM MACH. GFl
#16B MICROWAVE  GFI| 15 | 20/1 1800 540 20/1| 16 |#31 ICE CREAM GF
#22A%B CHEESE  GFI| 17 | 20/1 400 | 1800 |20/1| 18 [#32 U.C. REFRIG  GFl
#23A H—2—G DELI GFI| 19 [20/1| 636 | 1800 20/1| 20 |#32 U.C. REFRIG  GFl
#23B H-2-G BURR. GFI| 21 |20/1 636 — 20/1| 22 |SPARE
#24A HOT DOG GFI| 23 | 20/1 1320 — | 20/1] 24 |sPARE
#24A HOT DOG GFI| 25 [ 20/1] 1320 - 20/1| 26 |SPARE
#24A HOT DOG GFI| 27 | 20/1 1320 — 20/1| 28 |SPARE
SPARE 29 | 20/1 — — | 20/1] 30 |SPARE

SUBTOTALS 16596 12696 11220

TOTAL VA — 40312

T

11
(I

- : e - = : _— e =
ITEM__[Model Description MANUF _/ Distributor Furnished|Installed ELECTRICAL AMPS REMARKS .4 . N
- — []
6 COFFEE SERVER, TF 1.5 GALLON (PRODUCT #39550.004) BUNN AF VI | NA NA
8 COFFEE BREWER, TWIN INFUSION, MODEL ICB—TWIN (PRODUCT#37600.0000) [BUNN AF VI | 6050W; 120/240V / 60HZ / 1PH; NEMA 5—15P; 25 *3—WIRES PLUS GROUND SERVICE RATED 120/280V mm % m m \\. mﬂ Q\. m m
9 CAPPUCCINO DISPENSER, iMiX—3S, (PRODUCT#38600.0000) BUNN AF Vi 1800W; 120V / 60HZ / 1PH; NEMA 5—15P 15 +PSI >90 REQUIRES REGULATOR TO REDUCE TO 50 PSI;, 2-WIRES PLUS GROUND SERVICE RATED 120V
10 |HOT BEVERAGE DISPENSER, MODEL GBSMF—IT—LD MULTI FLAVOR BUNN AF Vi 1800W; 120V / 60HZ / 1PH; NEMA 5—15R 15
11 ICE TEA BREWER, INFUSION, MODEL ITCB (PRODUCT #35700.0020) BUNN AF Vi 1700W; 120V / 60HZ / 1PH 14 *2—WIRES PLUS GROUND SERVICE AAFES (RE-C) P.0.BOX 660320 DALLAS, TX 75266-0320
12 |ICE TEA DISPENSER, MODEL TDO—4 (PRODUCT #34100.0002) BUNN AF VI | NA NA
13 |GOURMET ICE SYSTEM, ULTRA—2 HOPPER (PRODUCT #34000.0000) BUNN AF Vi 120V_/ 60HZ / 1PH; NEMA—5—15R 15 *2—WIRES PLUS GROUND SERVICE RATED 120V KEY PLAN:
14A  |CARBONATED BEVERAGE DISPENSER, ICEE, COUNTERTOP MODEL 563 (LEVEL 2-5 STORES) ICEE AF Cl_[215-245y, / 60HZ / 1PH; 3 WIRE, NEMA #1-620R 30 3HEAD, REQUIRES 2" AIR SPACE BACK AND SIDES
15A  |POST MIX: IBD 4500; MODEL 38—4530—GRNC; 8 VALVE LANCER VF Vi 115V _/ 60HZ / 1PH 15
15B__|ICE_MACHINE BIN ADAPTER FOR (PART #82-9999-010311) LANCER VF VI | NA NA
15C_ [ICE MAKER FOR 15A; MODULAR CRESCENT CUBER (KMD-700MAH) HOSHIZAKI VF v 208—230V_/ 60HZ / 1PH 20 +3-WIRES WITH DEDICATED NEUTRAL FOR 115V; FUSE / HACR BREAKER SIZE
16B |MICROWAVE, MODEL #RFS12MPS FPRBS HEVER & WALLACE AF Al__| 1800W; 120V / 60HZ / 1PH; NEMA 5-20 NA.8A
20A  [SANDWICH COUNTERTOP COOLER GDM7 (VENDOR FURISHED FOR DELl EXPRESS SANDWICHES) DELI EXPRESS VF Al 115V/60HZ/1PH 15
22A  |CHILI CHEESE DISPLAYER, SINGLE—DISPENSER, GEHL'S STAR MFG VF Al [ 200w: 120V 1.7
22B |CHEESE DISPLAYER, SINGLE—DISPENSER, GEHL'S STAR MFG VF Al | 200w: 120V 1.7
23A_|HOT TO GO MODEL #690—25 — FOR DELI EXPRESS PRODUCTS DELI EXPRESS VF Al 120V 5.3
23B  |HOT TO GO MODEL #690—25 — FOR RUIZ BURRITOS PRODUCTS RUIZ VF Al 120V 5.3
24A  [HOT DOG GRILL, MODEL HR—50S APW_ WYOTT AF Al 120V/1320W, 11 AMPS, 60HZ / 1PH; NEMA 5—15P 7
25 |CREAM_MACHINE, GW2 DUAL PORT BUNN VF Al 150W; 115V 2.0A
31 ICE CREAM FREEZER (CONUS) NESTLE VF Al 120V _/ 60HZ / 1PH 4.5 ICE_ CREAM NOVELTY'S FREEZER
32 |UNDERCOUNTER REFRIGERATOR DRAWER, MODEL TUC—27D—2—ADA TRUE AF Al 115V_/ 60HZ / 1PH: NEMA 5-—15P 15
LEGEND:
AF = AAFES FURNISHED
Al = AAFES INSTALLED
VF = VENDOR FURNISHED
Vi = VENDOR INSTALLED
CF = CONTRACTOR FURNISHED DATE | REVISION NO. & DESCRIPTION| BY
Cl = CONTRACTOR INSTALLED
NOTE:
1. CONTRACTOR IS RESPONSIBLE FOR FINAL HOOK—UP OF ALL PLUMBING WORK TO SERVE ALL AAFES & VENDOR INSTALLED EQUIPMENT.
2.CONTRACTOR IS RESPONSIBLE FOR FINAL HOOK-UP OF ALL EQUIPMENT TO ELECTRICAL POWER ON ALL AAFES & VENDOR INSTALLED EQUIPMENT.
S.CONTRACTOR IS RESPONSIBLE FOR FINAL PLUMBING AND ELECTRICAL HOOK—-UPS OF ALL EQUIPMENT INDICATED TO BE INSTALLED BY THE CONTRACTOR.
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PROVIDE NEW EMERGENCY STOP
BUTTON FOR GAS DISPENSING
SYSTEM. PROVIDE INTERFACE
ACTIVATE FIRE ALARM.
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